EE R R Ik R I R R R I I O I R R I R O I R R I R R I I O R O

USACE / NAVFAC / AFCESA UFGS- L- 02315N (June 2002)
Preparing Activity: LANTNAVFACENGCOM Use in lieu of UFGS-02300
UNI FI ED FACI LI TI ES GUI DE SPECI FI CATI ONS
Use for LANTNAVFACENGCOM projects only
Kok ok ok ok kK kK kK Kk Kk kK Kk kK KKk KRRk KAk kA Ak Kk kA A Ak kA kKA A Ak ok k k ok ok ok ok

SECTI ON TABLE OF CONTENTS
DIVISION 02 - SITE WORK
SECTI ON 02315N
EXCAVATI ON AND FI LL

06/ 02

PART 1 GENERAL

1.1 REFERENCES
1.2 DEFI NI TI ONS
1.2.1 Capillary Water Barrier
1.2.2 Degree of Conpaction
1.2.3 Hard Materials
1.2.4 Rock
1.2.5 Pile Supported Structure
1.3 SUBM TTALS
1.4  DELIVERY, STORAGE, AND HANDLI NG
1.5 CRITER A FOR BI DDI NG
1.6 REQUI REMENTS FOR OFF SI TE SO L
1.7 QUALITY ASSURANCE
1.7.1 Shoring and Sheeting Pl an
1.7.2 Dewat eri ng Work Pl an
1.7.3 Uilities

PART 2 PRCODUCTS

2.1 SO L MATERI ALS
2.1.1 Satisfactory Materials
2.1.2 Unsatisfactory Materials
2.1.3 Cohesi onl ess and Cohesive Materials
2.1. 4 Expansi ve Soils
2.1.5 Nonfrost Susceptible (NFS) Materi al
2.1.6 Common Fill
2.1.7 Backfill and Fill Materi al
2.1.8 Sel ect Material
2.1.9 Topsoi |
2.2 POROUS FI LL FOR CAPI LLARY WATER BARRI ER
2.3 UTI LI TY BEDDI NG MATERI AL
2.3.1 Sand
2.3.2 G avel
2.4 SEWAGE ABSORPTI ON TRENCHES OR PI TS
2.4.1 Porous Fill
2.4.2 Cover

SECTI ON 02315N Page 1



BORROW
BACKFI LL FOR UNDERDRAI NAGE SYSTEMS
FI LTER FABRI C
MATERI AL FOR PI PE CASI NG
8.1 Casi ng Pi pe
8.2 Wbod Supports
MATERI AL FOR RI P- RAP
.9.1 Beddi ng Materi al
.9.2 G out
.9.3 Rock
0 BURI ED WARNI NG AND | DENTI FI CATI ON TAPE
2.10.1 Warni ng Tape for Metallic Piping
2.10.2 Det ect abl e Warni ng Tape for Non-Metallic Piping
2.11 DETECTI ON W RE FOR NON- METALLI C PI PI NG

NN

PART 3 EXECUTI ON

BURI ED WARNI NG AND | DENTI FI CATI ON TAPE
BURI ED DETECTI ON W RE
COVPACTI ON

3.1 PROTECTI ON
3.1.1 Shoring and Sheeting
3.1.2 Dr ai nage and Dewat eri ng
3.1.2.1 Dr ai nage
3.1.2.2 Dewat eri ng
3.1.3 Underground Utilities
3.1. 4 Machi nery and Equi pnent
3.2 SURFACE PREPARATI ON
3.2.1 Cl earing and G ubbing
3.2.2 Stripping
3.2.3 Unsuitabl e Materi al
3.3 EXCAVATI ON
3.3.1 Structures Wth Spread Footings
3.3.2 Pile Cap Excavation and Backfilling
3.3.3 Pi pe Trenches
3.3.4 Hard Material [and Rock] Excavation
3.3.5 Excavated Material s
3.3.6 Final Grade of Surfaces to Support Concrete
3.4  SUBGRADE PREPARATI ON
3.4.1 Proof Rolling
3.5 SUBGRADE FI LTER FABRI C
3.6 FI LLI NG AND BACKFI LLI NG
3.6.1 Comon Fill Pl acenent
3.6.2 Backfill and Fill Material Placenent
3.6.3 Sel ect Material Placenent
3.6.4 Backfill and Fill Mterial Placement Over Pipes and at Walls
3.6.5 Porous Fill Pl acenent
3.6.6 Trench Backfilling
7 BORROW
8
9
1

o

3.10.1 CGeneral Site
3.10.2 Structures, Spread Footings, and Concrete Sl abs
3.10.3 Adj acent Area
3.10.4 Paved Areas
3.10.5 Airfield Pavenents
3.11  PIPELI NE CASI NG UNDER [ RAI LROAD| [AND] [ PAVEMENT]
.1

3.11 Eart hwork for Pipeline Casings
3.11.2 St eel Cased Pipelines
3.11.2.1 Hol e for Pipeline Casing
3.11.2.2 Cl eani ng

SECTI ON 02315N Page 2



3.11. 2.3 Piped Uilities
3.11.2.4 End Seal s
.12 SPECI AL EARTHWORK REQUI REMENTS FOR SUBSURFACE DRAI NS
3.12.1 Granul ar Backfill Wthout Filter Fabric
3.12.1.1 Perforated or Slotted Vall Pipe
3.12.1.2 Qpen-Joi nt Pi pe
3.12.2 Granul ar Backfill Using Filter Fabric
3.12.2.1 Perforated or Slotted Wall Pipes
3.12.2.2 Open-Joi nt Pi pe
3.12. 2.3 Bl ind or French Drains
.13 EARTHWORK REQUI REMENTS FOR SEWAGE ABSORPTI ON [ TRENCHES] [ PI TS]
.14 Rl P- RAP CONSTRUCTI ON
3.14.1 Preparation
3.14.2 Beddi ng Pl acenent
3.14.3 St one Pl acenent
3.14. 4 Grouting
.15 FI NI SH OPERATI ONS
3.15.1 Gradi ng
3.15.2 Topsoil and Seed
3.15.3 Protection of Surfaces
.16 Dl SPCSI TI ON OF SURPLUS MATERI AL
.17 FI ELD QUALI TY CONTRCL
3.17.1 Sanpl i ng
3.17.2 Testing

3.17. 2.1 Fill and Backfill Material Testing
3.17.2.2 Sel ect Material Testing

3.17.2.3 Porous Fill Testing

3.17.2. 4 Density Tests

3.17.2.5 Moi sture Content Tests

End of Section Table of Contents --

SECTI ON 02315N Page 3



Rk bk kR IR R R Ik O O S S R AR Rk R R Rk O o O R Rk O R R R b I Rk o

USACE / NAVFAC / AFCESA UFGS- L- 02315N (June 2002)

Preparing Activity: LANTNAVFACENGCOM Use in lieu of UFGS-02300
UNI FI ED FACI LI TI ES GUI DE SPECI FI CATI ONS

Use for LANTNAVFACENGCOM projects only

IR R R R E R RS EEEEEREEEEEEEEEREEEREREEEREEEREEEREEREREEEREEEEEEEEEEEEEREEEEEEREEEEE SRS

SECTI ON 02315N

EXCAVATI ON AND FI LL
06/ 02

EE R R R S I R R R O I R R R R O S R R I R I R R R R R R R

NOTE: This gui de specification covers earthwork
requi renents for buildings, roads, and utilities.
Consult with a soils engineer while editing this
section to determine specific requirenments for each
j ob.

Comrent s and suggestion on this specification are

wel cone and shoul d be directed to the technica
proponent of the specification. A listing of the
techni cal proponents, including their organization
designation and tel ephone nunber, is on the Internet.

Use of el ectronic conmmunication is encouraged.

Brackets are used in the text to indicate designer
choi ces or locations where text must be supplied by
t he desi gner.

EE R R R S I R R R I O I R R R R I O S R R I R R R R R R R R O

EZE IR R R S R R R I I O R R R Ok S R R R R I R I R I O R I O

NOTE: The follow ng information shall be indicated
on the project draw ngs:

1. Surface elevations, existing and new,

2. Location of underground obstructions and
existing utilities;

3. Location and record of soil borings and test
pits. Include ground water observations and topsoi
t hi ckness encountered in boring, soi
classifications, and properties such as noisture
content and Atterberg limt deterni nations;

4, Soil classification(s) and properties;

5. Location of borrow and disposal area if |ocated
on Covernment property;

6. Cearing stripping and grubbing limts, if
different fromclearing limts;
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PART 1

1

7. Areas to be seeded;

8. Hydrol ogical data where avail abl e;

9. Shoring and sheeting required (trench protection
is specified in Corps of Engineers Manual EM
385-1-1);

10. Pipe trench excavation details;

11. Location and limts of hard material (rocks);
12. Details of special construction such as under
railroad and hi ghways right-of-way requirenments for

j acki ng and bori ng;

13. Details of sewage absorption trenches,
absorption pits, and subsurface drains.

EE IR R R I R R I I R R R I I O R R R R Ok S R R R R R I R I I O R O

GENERAL

EE R R R S I R R I R I R S R R R R R S R R I R R R R R R R R O

NOTE: This gui de specification does not include
provi sions for separate nmeasurenent and paynment for
any work specified herein. Measurenent and paynent
par agraphs may be provided in the contract
specifications when unit-price paynent is nore
equitable for rock excavation, borrow excavation
and the renoval and repl acenent of unsatisfactory
mat eri al bel ow grades indicated. This section

i ncludes requirenments for clearing, grubbing,
stripping, grading, and topsoiling. |If the contract
specifications contain separate sections on

cl earing, grubbing, grading and turf establishnent,
this section will be revised accordingly.

Rk Ik Sk kR IR R R I kO e S O R R Rk Rk kO R AR Ik I kS I S I b R R R o

1 REFERENCES

The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by the
basi ¢ designation only.

AMERI CAN SCCI ETY FOR TESTI NG AND MATERI ALS ( ASTM

ASTM A 139

ASTM A 252

ASTM C 33

ASTM C 136

ASTM D 422

(2000) Electric-Fusion (Arc) - Wl ded
Steel Pipe (NPS 4 and over)

(1998) Wl ded and Seaml ess Steel Pipe Piles
(1999el ) Concrete Aggregates

(1996a) Sieve Analysis of Fine and Coarse
Aggr egat es

(1963; R 1998) Particle-Size Analysis of
Soil's
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ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

698

1140

1556

1557

1883

2216

2321

2434

2487

2922

3017

3786

4318

4355

4491

4533

4632

(1991; R 1998) Laboratory Conpaction
Characteristics of Soil Using Standard
Ef fort (12,400 ft-Ibf/ft (600 kN-m nm))

(2000) Amount of Material in Soils Finer
Than the No. 200 (75-Mcroneter) Sieve

(2000) Density and Unit Weight of Soil in
Pl ace by the Sand- Cone Met hod

(2000) Laboratory Conpaction
Characteristics of Soil Using Mdified
Effort (56,000 ft-Ibf/ft (2,700 KN-mim)

(1999) CBR (California Bearing Ratio) of
Labor at ory- Conpacted Soil s

(1998) Laboratory Determination of Water
(Moi sture) Content of Soil and Rock

(2000) Underground Installation of
Ther nopl astic Pipe for Sewers and O her
Gravity-Fl ow Applications

(1968; R 2000) Perneability of Ganul ar
Soi |l s (Constant Head)

(2000) dassification of Soils for
Engi neering Purposes (Unified Soil
Cl assification Systen)

(1996el) Density of Soil and
Soi | - Aggregate in Place by Nucl ear Methods
(Shal | ow Dept h)

(1998; R 1996el) Water Content of Soil and
Rock in Place by Nucl ear Methods (Shall ow
Dept h)

(2001) Hydraulic Bursting Strength of
Knitted Goods and Nonwoven Fabrics -
Di aphragm Bursting Strength Tester Method

(2000) Liquid Limt, Plastic Limt, and
Plasticity Index of Soils

(1999) Deterioration of Geotextiles from
Exposure to U traviol et Light and Water
(Xenon- Arc Type Appar at us)

(1999; Rev. A) Water Perneability of
Ceotextiles by Permttivity

(1991; R 1996) Trapezoid Tearing Strength
of Geotextiles

(1991; R 1996) Grab Breaki ng Load and
El ongation of Geotextiles
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ASTM D 4751 (1999; Rev. A) Determ ning Apparent
Opening Size of a Geotextile

ASTM D 4759 (1988; R 1996) Determ ning the
Speci fication Confornmance of Ceotextiles
ASTM D 4833 (2000) Index Puncture Resistance of
Ceotextil es, Geonenbranes, and Rel at ed
Product s

AMERI CAN WOOD- PRESERVERS' ASSOCI ATI ON ( AWPA)
AVWPA C2 (1996) Lunber, Tinmber, Bridge Ties and
M ne Ties - Preservative Treatnent by
Pressure Processes
AVWPA P5 (1996) Waterborne Preservatives
AVERI CAN VEELDI NG SOCI ETY (AWS)
AWS D1.1 (2000) Structural Welding Code - Steel
AMERI CAN WATER WORKS ASSCCI ATI ON ( AWNA)

AWM C600 (1999) Installation of Ductile-lron \Water
Mai ns and Their Appurtenances

U. S. GENERAL SERVI CES ADM NI STRATI ON ( GSA)
CI D A- A-1909 (Basic Notice 1; Canc. Notice 2) Fertilizer
FS A- A-203 (Rev. C) Paper, Kraft, Untreated

U S. ARMY CORPS OF ENG NEERS ( USACE)

CCE EM 385-1-1 (1996) Safety and Health Requirements
Manual

U. S. ENVI RONVENTAL PROTECTI ON AGENCY ( EPA)
EPA SW 846 (Rev. O Updates I, Il, IIA 1IBand III

Test Methods for Evaluating Solid Waste
(VMol. IA 1B, ICand III)

EPA 600/ 4-79- 020 (1983) Methods for the Chenical Analysis
of Water and Wastes
STATE OF [ ], DEPARTMENT OF [ ] [(DOT)] [(____ )]
STANDARD ( SSS)
SSs-[ ] [ Standard Specifications for Road and
Bri dge Construction; Dated [__ 1,
Anended [ 11 1 |

.2 DEFI NI TI ONS

IR R R R R R RS EEEEEREEEEEEREEEREEEREREEEREEEREEEREEEREEEEREEEEEEEEEEEEEREEEEEEREEEEEERS

NOTE: Delete definitions that will not be used in
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1

1

the specification text for a specific project.

Rk bk kR IR R R Ik O O S S R AR Rk R R Rk O o O R Rk O R R R b I Rk o

2.1 Capillary Water Barrier

A layer of clean, poorly graded crushed rock, stone, or natural sand or
gravel having a high porosity which is placed beneath a building slab with
or without a vapor barrier to cut off the capillary flow of pore water to
the area i medi ately bel ow a sl ab.

. 2.2 Degree of Conpaction

EE R R R I R R I I R R R I I R R R Ok S R R I R I R I O R O

NOTE: Coordinate test procedures wth that
speci fi ed.

IR R R R E R RS EEEEEREEEEEEREEEREEEREREEEREEEEEEREEEEEEREEEEEEEEEEEEEREEEEEEREEEEE SRS

Degree of conpaction is expressed as a percentage of the nmaxi mum density
obtai ned by the test procedure presented in [ASTM D 698] [ ASTM D 1557], for
general soil types, abbreviated as percent |aboratory maxi num density.

.2.3 Hard Material s

Weat hered rock, dense consolidated deposits, or conglonerate materials
whi ch are not included in the definition of "rock" but which usually
require the use of heavy excavation equi pnent, ripper teeth, or jack
hamrers for renoval

.2.4 Rock

Sol i d honmogeneous interlocking crystalline material with firmy cenented,
| am nated, or foliated nasses or congl onerate deposits, neither of which
can be renoved w thout systematic drilling and blasting, drilling and the
use of expansion jacks or feather wedges, or the use of backhoe-nounted
pneunmati c hol e punchers or rock breakers; also |arge boul ders, buried
masonry, or concrete other than pavenent exceeding [0.375] [0.75] [__ ]
cubic neter [1/2] [21] [___ ] cubic yard in volunme. Renoval of hard
material will not be considered rock excavation because of intermttent
drilling and blasting that is performed nerely to increase production.

. 2.5 Pil e Supported Structure

As used herein, a structure where both the foundation and floor slab are
pi |l e supported.

3 SUBM TTALS

EE R R R S I R R I R R R S R R R R R S R R I R I R R R R R R R R

NOTE: Subnmittals nust be limted to those necessary
for adequate quality control. The inportance of an
itemin the project should be one of the prinmary
factors in determining if a submittal for the item
shoul d be required.

NAVY NOTE: Wiere a "G' in subnmittal tags follows a
submittal item it indicates Governnent approval for
that item Add "G' in submittal tags follow ng any
added or existing submttal itens deened
sufficiently critical, conplex, or aesthetically
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significantly to nmerit approval by the Governnent.
Submittal itenms not designated with a "G will be
approved by the QC organizati on.

ARMY NOTE: Subnittals not classified as "G will
show on the subnittal register as "Information
Only". For submittals requiring Governnent

approval, a code of up to three characters should be
used following the "G' designation to indicate the
approving authority; codes of "RE" for Resident

Engi neer approval, "ED' for Engi neering approval

and "AE" for Architect-Engi neer approval are

reconmended.
EIR IR R b R S I I I I IR I I I I I R R S I I IR I R I I I I R I I R I I I I R R I S I b b E b I R I I I b I b I b b I I 3 I b b b I

Submit the following in accordance with Section 01330, "Subnitta
Procedures."

SD-01 Preconstruction Submittals
[ Shori ng and Sheeting Pl an]
[ Dewat eri ng work plan ]
[Bl asting work plan]
Submit 15 days prior to starting work.
SD- 06 Test Reports
Borrow Site Testing, G
Fill and backfill test
Sel ect material test
Porous fill test for capillary water barrier
Density tests
[ Moi sture Content Tests]

Copies of all laboratory and field test reports within 24 hours of the
compl etion of the test.

1.4 DELIVERY, STORAGE, AND HANDLI NG
Performin a nanner to prevent contam nation or segregation of materials.

1.5 CRI TERI A FOR BI DDI NG

IR E R R E R RS EEEEEREEEEEEEEEREEREREEEREEEEEEREEEEEEEREEEEEEEEEEEEEEREEEEEEREEEEE SRS

NOTE: For nost projects, the scope of earthwork can
accurately be determ ned. However, if earthwork is
approxi mately known, a unit price for earth work
shoul d be provided in the Bid Schedule. Unit-price
items are nultiplied by the approximated and stated
quantity giving a sumthat is then added to the
price for the rest of the work. The result is a
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lunp sumbid with automatic provision for paynment or
credit due to variations in earthwork within 15
percent of that shown and bid upon. Variations
exceedi ng 15 percent of that shown and bid upon will
becone the subject of negotiations in accordance
with FAR 52.212.11, "VARI ATION I N ESTI MATED

QUANTI TY. "

Rk Rk kR IR R R I kO ke S O R AR Rk R R R Rk O ok O I R R I O I b R R o

Base bids on the following criteria:
a. Surface elevations are as indicated.

b. Pipes or other artificial obstructions, except those indicated,
wi Il not be encountered.

[c. Gound water elevations indicated by the boring | og were those
existing at the tinme subsurface investigations were nade and do
not necessarily represent ground water elevation at the tinme of
construction.]

[d. Gound water elevation is [ ] nmeter feet bel ow existing

surface el evation.]

[e. Material character is indicated by the boring Iogs.]

Rk Ik kR IR R R Ik AR Rk R R Rk O kO O R R R I R R Rk ko

NOTE: Choose the followi ng option if no boring
information is available, or if the boring
information is insufficient to permt a bidder to
devel op an accurate estimate of hard material or
rock to be encountered. If hard material or rock is
to be encountered, the follow ng option should be
nodi fied to include a percent figure or an

approxi mate depth at which hard material or rock
wi Il be encountered.

EZE IR R R S R R R I I O R R R Ok S R R R R I R I R I O R I O

[f. Hard materials [and rock] [will not] [will] be encountered [in
[ ] percent of the excavations] [at [ ] neter feet bel ow
exi sting surface el evations]].

EE R R R I R S I R R I I O R R R R O S R R R R R R I I O R R I

NOTE: Use statenents in brackets to describe
proposed source of borrow and ot her beddi ng or
backfill materials if required by the project.
Coordinate with subnmittals. The draw ngs shoul d

i ndicate the location(s) within the project site or
wi thin the boundaries of the Government property

where suitable borrow may be obtai ned.
EE IR I Sk S S I S S I O R R R Rk kS kR S Ik S I O R Sk I S O S

EE R R R S I R I R R I R S R I R R R S R I R I R R R R R S R R R O

NOTE: Choose the types of nmaterials to be provided
as borrow. Delete the bracketed sentence that is
not applicable regarding |ocation of source.

Coordi nate requirements with paragraph entitled
"Borrow'.

EE R R R S I R I R I R I O I R R R R I O S R R I R I I R S R R S R R R O
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1.

1.

[g- [Borrow material] [Suitable backfill] [and] [bedding material] in
the quantities required [is] [is not] available [at the project
site] [on Governnent property] [at the location[s]].

EE R R R S R I R R I R S R R R R O S R R I R R R R O R R R

NOTE: Choose one between the two fol | owi ng
bracket ed opti ons.

Rk bk b R IR R R O kO b S O R Rk Rk R ok O S O R R R Ik kS I O I b Rk R

[h. Blasting will not be permtted. Renove nmaterial in an approved
manner . |

[i. Blasting will be permitted. Blasting shall be conducted in
accordance with COE EM 385-1-1, and Federal, State, and | ocal
safety regulations. Submit for approval a blasting plan,

i ncluding cal culations for overpressure and debris hazard,
prepared and seal ed by a regi stered professional engineer.

Bl asting nmats shall be provided, and non-electric blasting caps
shall be used. Notify the Contracting O ficer 24 hours prior to
bl asting.]indicated. ]

6 REQUI REMENTS FCR OFF SI TE SO L

EZE IR R R S I R R I I O R R R Ok S R R I R R R I O R O O

NOTE: Check with regional and |local authorities as
well as the activity to deternine actual

requi renents of bracketed itens. (Values shown cone
fromthe Conmonwealth of Virginia).

EE R R R S I R I R I I R R S R R R R R R S R R I R I R R R R S R R R

Soils brought in fromoff site for use as backfill shall be tested for TPH,
BTEX and full TCLP including ignitability, corrosivity and reactivity.
Backfill shall contain |ess than [100] [ ] parts per mllion (ppm of

total petrol eum hydrocarbons (TPH) and less than [10] [ ] ppm of the sum
of Benzene, Toluene, Ethyl Benzene, and Xyl ene (BTEX) and shall not fail
the TCPL test. TPH concentrations shall be determ ned by using EPA

600/ 4- 79- 020 Met hod 418.1. BTEX concentrations shall be determ ned by

usi ng EPA SW 846 Met hod 5030/8020. TCLP shall be performed in accordance
with EPA SW846 Method 1311. Provide Borrow Site Testing for TPH, BTEX and
TCLP from a conposite sanple of material fromthe borrow site, with at

| east one test fromeach borrow site. Material shall not be brought on
site until tests have been approved by the Contracting Oficer.

7 QUALI TY ASSURANCE

[1.7.1 Shoring and Sheeting Pl an

EE R R R kR S I R R R I I O R R R R O S R R R I R I R I O R I R I

NOTE: Include the follow ng paragraph when scope of
wor k requires excavations which are greater than 1.5
nb feet or when excavation conplexity warrants

ext ensi ve shoring and sheeting.

EE R R R S I R I R I R I R S R R R R O S R R I R R R R R S R R R O

Submit drawi ngs and cal cul ations, certified by a registered professional
engi neer, describing the nethods for shoring and sheeting of excavations.
Drawi ngs shall include material sizes and types, arrangenment of nenbers,
and t he sequence and nmethod of installation and renoval. Calcul ations
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shall include data and references used.

Rk bk bk A IR R R Sk O O S R S AR R Rk O o O IR Ik S I S b R R

NOTE: Wiere site conditions require extensive
noni toring of excavations and water |evels include
the follow ng requirenent.

EE R R R I I R R R I I O R R R O R R R I R R I O R I O

[ The Contractor is required to hire a Professional Geotechnical Engineer to
provi de i nspection of excavations and soil/groundwater conditions
t hroughout construction. The Geotechnical Engineer shall be responsible
for performng pre-construction and periodic site visits throughout
construction to assess site conditions. The Ceotechnical Engi neer shal
updat e the excavation, sheeting and dewatering plans as construction
progresses to reflect changing conditions and shall submit an updated plan
if necessary. A witten report shall be submtted, at |east nonthly,
inform ng the Contractor and Contracting O ficer of the status of the plan
and an accounting of the Contractor's adherence to the plan addressi ng any
present or potential problenms. The Geotechnical Engineer shall be
available to meet with the Contracting Oficer at any time throughout the
contract duration.]

1[2.7.2 Dewat eri ng Work Pl an

EZE IR R R S I R R I I O R R R Ok S R R I R R R I O R O O

NOTE: Where water levels will inpact excavation
operations include the follow ng paragraph

IR R R R R R RS EEEEEREEEEEEEEEREEEREREEEREEEREEEREEREEEEREEEEEEEEEEREEEREEEEEEREEEEEEESES

Submit procedures for acconplishing dewatering work.

11.7.3 Uilities

IR R R R E R RS EEEEEREEEEEEREEEREEEREREEEREEEREEEREEEEEEREEEEEEEEEEEEEREEEEEEREEEEE SRS

NOTE: Delete this paragraph in its entirety if no
known utilities or subsurface construction is

| ocat ed bel ow or adjacent to work covered in this
speci fication.

Rk Rk kR IR R R I kO e O O R AR R R R Rk kO I R R I O S R Rk o

Moverrent of construction machi nery and equi pnent over pipes and utilities
during construction shall be at the Contractor's risk. [Performwork

adj acent to non-CGovernnent utilities as indicated in accordance with
procedures outlined by utility conpany.] [Excavation nade with

power -driven equi pnment is not permtted within [600] [__
[ ] feet of known Government-owned utility or subsurface construction.
For work imredi ately adjacent to or for excavations exposing a utility or
ot her buried obstruction, excavate by hand. Start hand excavati on on each
side of the indicated obstruction and continue until the obstruction is
uncovered or until clearance for the new grade is assured. Support
uncovered lines or other existing work affected by the contract excavation
until approval for backfill is granted by the Contracting Officer.] Report
damage to utility lines or subsurface construction imediately to the
Contracting O ficer.

PART 2 PRODUCTS

2.1 SO L MATERI ALS
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EE R R Ik R I R R R I I O I R R I R O I R R I R R I I O R O

NOTE: Use paragraphs titled "Expansive Soils" and
"Nonfrost Susceptible Material" for Arny projects.
Use paragraphs titled "Backfill and Fill Material"
and "Select Material" for Navy projects. Use al

ot her paragraphs for both branches.

EE R R R I I R R R I I O R R R O R R R I R R I O R I O

[2.1.1 Satisfactory Materials

EE R R R S I R R I R I R S R R R R O S R R R I R I R R S R R R R R O

NOTE: Satisfactory material will be defined in
accordance with locally available nmaterials,
climatic and water conditions prevailing onsite,
economic limtations of the project, design slopes,
etc., and suitable classes, based on the
geotechnical report, will be listed in the project
specification in accordance with the Unified Soi

Gl assification System ASTM D 2487.

Rk Ik Sk kR IR R R Ik O R R Rk Rk S R R R O O kS I O I S

Any materials classified by ASTM D 2487 as GN G°, GM G>-GM GM GV GC,
GP-GC, GMCGC, SW SP, [SM] [SWSM] [SC ] [SWSC, ] [SP-SM] [SP-SC/] [CL,]
[M,,] [CL-M.,] [CH] [M] free of debris, roots, wood, scrap material,
vegetation, refuse, soft unsound particles, and [frozen,] del eterious, or
obj ectionable materials. Unless specified otherw se, the maxi num particle
di ameter shall be one-half the lift thickness at the intended | ocation.

1[2.1.2 Unsatisfactory Materials

EE R R R I R R R I I O R R R Ok S R R I R I R I O R I O

NOTE: Unsatisfactory material will be defined in
accordance with locally available materials, design
sl opes, etc., and unsuitable classes will be listed
in the project specifications in accordance wth
ASTM D 2487. Normally, stones larger than 75 mm (3
i nches) are considered unsatisfactory. This

par agraph should be edited to delete inapplicable
mat eri al s.

IR R R R R R RS EEEEEREEEEEEREEEREEEREREEEREEEREEEREEEREEEEREEEEEEEEEEEEEREEEEEEREEEEEERS

Materials which do not conmply with the requirenents for satisfactory
materials. Unsatisfactory materials also include man-nmade fills, trash,
refuse, or backfills from previous construction. Unsatisfactory materi al
al so includes material classified as satisfactory which contains root and
other organic matter, frozen material, and stones larger than [
inches. The Contracting Oficer shall be notified of any contani nated
mat eri al s.

1[2.1.3 Cohesi onl ess and Cohesive Materials

IR E R R E R RS EEEEEREEEEEEEEEREEREREEEREEEEEEREEEEEEEREEEEEEEEEEEEEEREEEEEEREEEEE SRS

NOTE: When classification will be necessary during
construction, determ nation of grain size for
classification will be specified to be made in
conformance with ASTM C 117, ASTM C 136, and ASTM D
422,

IR R R R R R RS EEEEEREEEEEEREEEREEEREREEEREEEREEEREEEREEEEREEEEEEEEEEEEEREEEEEEREEEEEERS
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Cohesi onl ess materials include materials classified in ASTM D 2487 as GW
GP, SW and SP. Cohesive nmaterials include materials classified as GC, SC,
M., CL, MH, and CH Materials classified as GM G>-Gv GMGV SWSM
SP-SM and SM shall be identified as cohesionless only when the fines are
nonpl astic (plasticity index equals zero). Materials classified as GM and
SMwll be identified as cohesive only when the fines have a plasticity

i ndex greater than zero.

1[2.1.4 Expansi ve Soils

EE R R R S I R R I R I R S R R R R O S R R R I R I R R S R R R R R O

NOTE: Additional |aboratory testing and anal ysis

nm ght be needed to better define site specific
expansi ve soils. |If expansive soils are anti cipated
at the construction site, this specification should
be edited to ensure proper construction techniques
are undertaken per Arnmy TM 5-818-7.

EE R R R S R I R R I R S R R R R R S R I R I R R R S R R S R R O

Soils that have a plasticity index equal to or greater than |
tested in accordance with ASTM D 4318.

1[2.1.5 Nonfrost Susceptible (NFS) Materia

EZE IR R R S I R R I I O R R R Ok S R R I R R R I O R O O

NOTE: Contract specifications for

nonfrost-susceptible fill and backfill will foll ow
the gradation requirenents recommended in Arny TM
5-822-5. For fill under critical structures,

materials with M., MH, and CH classification will be
specified as unsatisfactory (if at all feasible from
an economic or material-availability standpoint).

If such materials nust be used, the specification
will point out the critical nature of the materials
and the control difficulties to be anti cipated.
Organic materials and topsoil having OL, OH, and Pt

classification will not be used in fill or backfill.
EIR IR R b R S I S I I IR I I I I I R R S I I R I R I I IR I R R b I R I I I I I b I S I b b I b I b I b I R I b b b b 3 S b I b I b b b I

A uniformy graded washed sand with a maxi mum particle size of [
inch and | ess than 5 percent passing the 0.075 nmm No. 200 size sieve, and
with not nore than 3 percent by weight finer than 0.02 nmgrain size.

12.1.6 Conmon Fi | |

Approved, unclassified soil material with the characteristics required to
conpact to the soil density specified for the intended |ocation.

2.1.7 Backfill and Fill Materia

Rk Ik kR R IR R R Sk S ke S O R AR Rk R R Rk O o O O R R R IR R I S b I Rk o

NOTE: Consult with a geotechnical engineer to
deternmine the type of material, the classification
of the material, and the particle size of the
material . Never use site-excavated material w thout
a thorough investigation. Excavated material should

be of a quality that will conpact, will not settle
or shrink, and will not becone unstable when wet.
The borings or soils report will indicate properties
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of the native soils. Stones in backfill should

generally not exceed 75 mm 3 inches in dianeter
EE IR I Sk S S I S S S S R R R Rk S I S Sk S I I R S Ik S I R Sk I S O R

ASTM D 2487, classification GW G°, GM [CGC,] SW SP, SM [SC] with a
maxi mum ASTM D 4318 liquid Ilimt of [35] [__ ], maxi mum ASTM D 4318
plasticity index of [12] [__ ], and a maxi mum of 25 percent by wei ght
passing ASTM D 1140, 75 micrometers No. 200 sieve.

2.1.8 Sel ect Materia

EE R R R S I R I R I R I O I R R R I R S R R I R R R R R S R R R

NOTE: Delete this paragraph if there is not a

requi renent for select material in the project. It
is inportant to specify select material under
footings and slabs to ninimze settlenent and to
ensure stability of a structure. Consideration
shoul d be nmade of the sensitivity of the structure
to total and/or differential settlements related to
the structural design. This is particularly true of
add-on structures and structures to be founded

partly on fill and partly on natural ground. For
crib retaining wall, not nore than 10 percent by
wei ght of the fill material shall be finer than 75

m crometers No. 200 sieve. Also, specify
coefficient of permeability within the range of 0.01
to 1.0 mm per second 0.002 to 0.20 feet per mnute
and soil classification GN GP, SWand SP. Indicate
with cross sections or section details on the
contract drawings the limts or extents of any
controlled fills or backfills. Specify class of
material that is acceptable in the fill or backfil
giving preference to any types avail able at or near
the site. Select appropriate values for Atterberg
limts and percentage of fines and specify maxi num

t hi ckness of lifts for conpaction

If suitable materials for this project are linited
to materials classified as GN GP, SW or SP, delete
the bracketed sentences of this paragraph

Coordi nate requirenments with a geotechni cal

engi neer. Select fill used for structures should
extend a minimumof 1.5 m5 feet outside the
bui |l di ng foundation lines or other building el enments
gai ni ng support fromthe fill.

IR R R R E R RS EEEEEREEEEEEEEEEREEREEEEREEEEEEREEREEEEREEEEEEEEEEEEEREEEEEEREEEEE SRS

Provide materials classified as [GW] [GP,] [SW] [SP,] or [__ ] by ASTM
D 2487 where indicated. [The liquid limt of such material shall not
exceed [35] [__ ] percent when tested in accordance with ASTM D 4318. The
plasticity index shall not be greater than [12] [__ ] percent when tested
in accordance with ASTM D 4318, and not nore than [35] [ ] percent by
wei ght shall be finer than 75 micrometers No. 200 sieve when tested in
accordance with ASTM D 1140.] [Coefficient of perneability shall be a
mnimmof [0.01] [__ ] mm per second [0.002] [ ] feet per ninute
when tested in accordance with ASTM D 2434.]

IR R R R R R RS EEEEEREEEEEEREEEREEEREREEEREEEREEEREEEREEEEREEEEEEEEEEEEEREEEEEEREEEEEERS

NOTE: Where California Bearing Ratio values are
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needed i nclude the follow ng paragraph

Rk bk kR IR R R Ik O O S S R AR Rk R R Rk O o O R Rk O R R R b I Rk o

[Bearing Ratio: At 2.5 mmO0.1 inch penetration, the bearing ratio shall be
[ ] percent at 95 percent ASTM D 1557 maxi num density as determined in
accordance with ASTM D 1883 for a | aboratory soaking period of not |ess
than 4 days. [Maxi mum expansion shall be [ ] percent.] [The conbined
material shall conformto the follow ng sieve anal ysis:]]

Si eve Size Percent Passi ng by Wi ght
63 mm 100
4.75 mm 40 - 85
2.00 mm 20 - 80
425 m croneters 10 - 60
75 mcroneters 5 - 25

Si eve Size Percent Passi ng by Wi ght
2 1/ 2 inches 100
No. 4 40 - 85
No. 10 20 - 80
No. 40 10 - 60
No. 200 5 - 25

2.1.9 Topsoi |

IR R R R R R RS EEEEEREEEEEEEEEREEEREREEEREEEREEEREEREEEEREEEEEEEEEEREEEREEEEEEREEEEEEESES

NOTE: |If seeding is nminor, use requirenents
specified herein. Qherwise, edit Section 02921
"Turf," and cover requirenents (for nost projects)
t herein.

Rk Ik kR IR R R I kO S S R Rk Rk S Rk Ik kS b O I R I R

[Provide as specified in Section [02921N, "Turf."] [Section 02921A,
"Seedi ng".]]

[Natural, friable soil representative of productive, well-drained soils in
the area, free of subsoil, stumps, rocks larger than 25 mm one inch

di aneter, brush, weeds, toxic substances, and other naterial detrinmental to
pl ant growth. Anend topsoil pH range to obtain a pH of 5.5 to 7.]

2.2 PCROUS FI LL FOR CAPI LLARY WATER BARRI ER

ASTM C 33 fine aggregate grading with a maxi mum of 3 percent by wei ght
passing ASTM D 1140, 75 microneters No. 200 sieve, [or] [37.5 nm1-1/2
inches and no nore than 2 percent by wei ght passing the 4.75 nm No. 4 size
sieve] [or coarse aggregate Size 57, 67, or 77] and conform ng to the
general soil material requirenments specified in paragraph entitled
"Satisfactory Materials."

2.3 UTI LI TY BEDDI NG MATERI AL

Except as specified otherwise in the individual piping section, provide
beddi ng for buried piping in accordance with AWM C600, Type 4, except as
specified herein. Backfill to top of pipe shall be compacted to 95 percent
of ASTM D 698 naxi mum density. Plastic piping shall have bedding to spring
line of pipe. Provide ASTM D 2321 nmaterials as follows:
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a. Cass I: Angular, 6 to 40 nmO0.25 to 1.5 inches, graded stone,
i ncluding a nunber of fill materials that have regi ona
si gnificance such as coral, slag, cinders, crushed stone, and
crushed shells.

b. dass Il: Coarse sands and gravels with nmaxi num particle size of
40 mm 1.5 inches, including various graded sands and gravel s
contai ning small percentages of fines, generally granul ar and
noncohesive, either wet or dry. Soil Types GW GP, SW and SP are
included in this class as specified in ASTM D 2487.

[2.3.1 Sand

Rk Ik kR IR R R Sk O e S R R AR R Rk Rk O o O Rk S I O O R o A

NOTE: Use this section to define the requirenents
for sand used in normal backfill or pipe bedding. In
general, any locally available fine aggregate for
concrete or asphalt nmixtures will suffice and nay be
specified by |Iocal gradation and specification
nunber in lieu of "SW or "SP." Draw ngs (details)

shoul d clearly show where sand backfill or beddi ng
is required. Delete this paragraph if sand is not
required.

EE R R R S R I R I R R R R R R R R S I R R I R I R R R S R R R R

Cl ean, coarse-grained sand classified as [__

, , "] [gradation ] of the [DOT] [SSS-[_
Standard] or [SW [or] [SP] by ASTM D 2487 for [bedding] [and] [backfill]
[as indicated].

]1[2.3.2 G avel

Rk Ik kR IR R R I kO S S R Rk Rk S Rk Ik kS b O I R I R

NOTE: Use this section to define the requirenents
for any gravel or crushed rock used in nornal
backfill or pipe bedding. |In general, locally
avai | abl e coarse aggregate for concrete will suffice
and nmay be specified by |ocal gradation and

speci fication nunber in lieu of "GN or "GP."
Maxi num si ze of aggregate should not be nore than 25
mm per 300 mm one inch per foot of pipe dianmeter or
75 mm 3 inches maxi mum Refer to pipe
manufacturer's criteria for nore stringent
requirenents, if any, on aggregate size and
gradation. On drawings (details), clearly show
where gravel backfill or bedding is required.

EE R I R R S I R I R R I R R R R R R R R S R R I R R R S R R R R R O

Cl ean, coarsely graded natural gravel, crushed stone or a comnbination
thereof [identified as [__ ] in accordance with Section [ , ]
[gradation ] of the [DOT] [SSS-[_ ]] State Standard] or having a
classification of [GN [GP] in accordance with ASTM D 2487 for [beddi ng]
[and] [backfill] [as indicated]. [Maxinum particle size shall not exceed
[75) [ ] m|[3] [__ ] inches.]

1[2.4 SEWAGE ABSORPTI ON TRENCHES OR PI' TS

IR R R R R R RS EEEEEREEEEEEREEEREEEREREEEREEEREEEREEEREEEEREEEEEEEEEEEEEREEEEEEREEEEEERS

NOTE: Del ete these paragraphs when sewage
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absorption trenches or pits are not included in the
project. Consult a geotechnical engineer and | oca
standards in selecting bracketed infornmation

IR R R R R R RS EEEEEREEEEEEEEEREEEREREEEREEEEREEEREEEEEEREEEEEEEEEEEEEEREEEEEEREEEEEESE]

2.4.1 Porous Fill

Backfill material consisting of clean crushed rock or gravel having a
gradation [such that 100 percent passes the 50 mm 2 inch sieve and zero
percent passes the 12.5 mm 1/2 inch sieve.] [conform ng to the requirenents
of gradation [4.75 m] [No. 4] [ ] for coarse aggregate in ASTM C 33.]

2.4.2 Cover

Rk Ik kb I IR R R I kO e S R R ARk Rk R Rk O ok O O kR SRR I b R R R o

NOTE: Sel ect appropriate bracketed information to
correspond to the design indicated on the draw ngs.

EE R R R S R I R R I R S R R R R R S R I R I R R R S R R S R R O

[Filter fabric] [Concrete] [Kraft paper conforming to FS A-A-203, Grade B
No. 2, 22.7 kg 50 pound weight] [or a layer of straw at |east 50 nm 2 inches
thick] as indicated.

]2.5 BORROW

Rk Rk kIR Rk S S O e S S S AR Rk R O R Rk Ik kS I O R SRR o

NOTE: Choose one of the follow ng options. Choose
the first option when borrow material has to cone
fromoff site. Choose the second option when use of
a Governnent borrow pit is available. Edit
paragraph to suit requirenments for use of a

Gover nnent borrow pit.
EE IR R I Sk S S I S S I I R R R Rk S I S Sk S kI R R R Rk S S I S O Sk I S O R

[Qotain borrow materials required in excess of those furnished from
excavations from sources outside of Government property.]

[Cpbtain borrow materials required in excess of those furnished from
excavations from sources outside of CGovernment property, except that borrow
materials conformng to [common fill] [and] [fill and backfill material]
[satisfactory material] [__ ] may be obtained fromthe Governnent borrow
pit. The Governnent borrow pit is located [as indicated] [within a haul

di stance of [__ ] kilometers mles fromthe work site]. |If the
CGovernment borrow pit is used, the Contractor shall performclearing,
grubbing, and stripping required for providing access to suitable borrow
material. Dispose of materials fromclearing and grubbi ng operations [off
CGovernment property] [at the Governnent landfill indicated]. Strip top 300
nm 12 inches of soil material fromborrow area and stockpile. After

renoval of borrow material, regrade borrow pit using stockpiled soi

material to contours which will blend in with adjacent topography. Maximum
side slopes shall be two horizontal to one vertical. Excavation and
backfilling of borrow pit shall ensure proper drainage.]

[2.6 BACKFI LL FOR UNDERDRAI NAGE SYSTENMS

Rk Rk kR IR R R Sk O kb S O I AR R R R Rk O ok O O R IR I bk S A R

NOTE: Delete these paragraphs entirely when there
i s no subsurface drai nage or where underdrai nage
requirenents are conpletely described in another
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section. The type or types of pipe to be used wll
be indicated on the drawings. Were a Contractor's
option is to be permitted, the types that are
acceptable will be included in the specification
Add the requirenents for a specialized subsurface
drain, if necessary, to what is specified in this
section. Consult a geotechnical engineer to
determ ne specific grading requirenments of granul ar

filters and backfill materials and suitability of
filter fabric. |Include typical cross section detai
of subsurface drain type or options on contract

dr awi ngs.

The thickness and gradation of granular fill
material for subsurface drains will be determn ned by
soil conditions and subsoil drai nage requirenents.

In Tabl e 1, choose one of the three options for each
of the three types. The gradations shown on Table 1
may be altered to fit project requirements or
addi ti onal gradations nay be added to fit

requi renents of various subsurface drains within the
project. The material placed adjacent to perforated
pi pe and open joints (without filter fabric
wrapping) will be of a size that will prevent the
entrance of any of the porous material into the
drain. This material shall be a minimum of 150 nm 6
i nches thick on the side of the pipe where the
perforations are and around all joints. Thicknesses
of granular fill, especially for subsurface drains
with two types of material, will be clearly shown on
the drawi ngs. Were site conditions require nore
than two types of granular fill for drains, the
drawings will indicate the areas of different
gradation and the table will expanded using
additional types to show different gradations for

different | ocations.
EIR IR R b R S I S I I IR I I I I I R R S I I R I R I I IR I R R b I R I I I I I b I S I b b I b I b I b I R I b b b b 3 S b I b I b b b I

Cl ean sand, crushed rock, or gravel neeting the follow ng requirenents:

EE R R R S I R I R I R I R S R R R R R O S R R I R R R R R S R R R R

NOTE: Check gradations agai nst size of pipe

openi ngs. Consult a geotechnical engineer if
alternate gradations (Type I11) of special backfil
material s are desired.

EE R I R R S I R I R R I R R R R R R R R S R R I R R R S R R R R R O

[a. Perforated or Slotted-Wall Pipe: Backfill neeting requirenments
of [Type I] material as specified in Table 1.]

IR E R R E R RS EEEEEREEEEEEEEEREEREREEEREEEEEEREEEEEEEREEEEEEEEEEEEEEREEEEEEREEEEE SRS

NOTE: Open-joint pipe (drain tile) will not be used
for general airfield or heliport construction

drai nage systens for structures, or for drains
crossing or adjacent to paved areas. Open-joint
pipe will be used only for subsoil drainage for

drill areas, parade grounds, athletic fields, and

ot her areas subject to |ightweight vehicle traffic
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only, and where conditions justify its use. Consult

t he Gover nnent before use.
EIR IR I b R R I S I I IR I I I I I R R S b I IR I IR I I IR I R I S I I I I I I R R I S I b b E b b I I I b I b b b b b 3 I I I b b b I

[b. Open Joint Pipe: [Type Il1] backfill consisting of both Type
and Type Il naterials as specified in Table 1.]

Rk Rk kR IR R R I kO ke S O R AR Rk R R R Rk O ok O I R R I O I b R R o

NOTE: Consult with a geotechnical engineer to
determ ne coarse aggregate size, which is dependent
on the flow anticipated. Specify Type ||l gradation
if appropriate, or specify a special, Type Il
gradation. Make sure that detail of this type drain

is included on the draw ngs.
EE IR R I Sk S S I S I S S R R R Rk I I S Sk S I I R R Ik S I R Sk I O

[c. Blind or French Drains: Backfill consisting of [Type Il] [Type
I1l] material as specified in Table 1.]

Rk Ik Sk kR IR R R Ik O R R Rk Rk S R R R O O kS I O I S

NOTE: Where filter fabric is used in construction
of backfills, any type of pipe or drainis
acceptabl e unless conditions dictate that only one
be used. In critical applications filter fabric
shoul d not be used in subsurface drains adjacent to
soils with 85 percent or nore passing the 75

m croneters No. 200 sieve.

IR R R R R R RS EEEEEREEEEEEEEEREEEREREEEREEEREEEREEREEEEREEEEEEEEEEREEEREEEEEEREEEEEEESES

[d. Any Type Drain Used Wth Filter Fabric: [C ean gravel or crushed
stone or gravel conforming to ASTM C 33 coarse aggregate grading
size 57, 67, or 7] [fill consisting of [Type I] [or] [Type I1]
[Type I11] material as specified in Table 1].]

EE R R R S I R R R I O I R R R R I O S R R I R R R R R R R R O

NOTE: Sel ect the applicabl e paragraph(s) fromthe
fol | owi ng.

The thickness and gradation of granular fill
material for subsurface drains will be determ ned by
soil conditions and subsoil drai nage requirenents.

In Tabl e 1, choose one of the three options for each
of the three types. The gradations shown on Table 1
may be altered to fit project requirenments or
addi ti onal gradations nmay be added to fit

requi renents of various subsurface drains within the
project. The material placed adjacent to perforated
pi pe and open joints (without filter fabric
wrapping) will be of a size that will prevent the
entrance of any of the porous material into the
drain. This material shall be a mininmmof 150 mm 6
i nches thick on the side of the pipe where the
perforations are and around all joints. Thicknesses
of granular fill, especially for subsurface drains
with two types of material, will be clearly shown on
the drawi ngs. Were site conditions require nore
than two types of granular fill for drains, the
drawings will indicate the areas of different
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gradation and the table will
addi ti onal
di fferent

expanded usi ng
types to show di fferent gradations for
| ocati ons.

IR R R R R R RS EEEEEREEEEEEEEEREEEREREEEREEEEREEEREEEEEEREEEEEEEEEEEEEEREEEEEEREEEEEESE]

TABLE 1
[ Type | Type 11 Type |11
[Gadation E 11 [ Gradation 57 [Gadation [__ ]
ASTM C 33] ASTM C 33] [ 111
[[ASTM D 422
Si eve Size] [ Percent Passing] [Percent Passing] [Percent Passing]
37.5 mm -- 100 [ ]
25.0 mm - 90 - 100 [ 1]
9.5 mMm 100 25 - 60 [ ]
4.75 mm 95 - 100 5 - 40 [ ]
2.36 mm -- 0 - 20 [ 1]
1.18 mm 45 - 80 -- [ ]
300 microneters 10 - 30 -- [ ]
150 nicrometers 0 - 10 - - [ 1]
TABLE 1
[ Type | Type 11 Type 11
[Gadation E 11 [ Gradation 57 [Gadation [ ]
ASTM C 33] ASTM C 33] [ |
[[ASTM D 422
Si eve Size] [ Per cent Passi ng] [ Per cent Passi ng] [ Per cent Passi ng]
1.5 inches -- 100 [ 1]
1 inch -- 90 - 100 [ 1]
3/8 inch 100 25 - 60 [ 1]
No. 4 95 - 100 5 - 40 [ ]
No. 8 -- 0 - 20 [ ]
No. 16 45 - 80 -- [ ]
No. 50 10 - 30 -- [ ]
No. 100 0 - 10 -- [ 11
]2.7 FILTER FABRI C

IR R R R E R RS EEEEEREEEEEEEEEEREEREEEEREEEEEEREEREEEEREEEEEEEEEEEEEREEEEEEREEEEE SRS

NOTE: Where filter fabric is used in construction
of backfills, any type of pipe or drainis
acceptabl e unless conditions dictate that only one
be used. In critical applications Filter fabric
shoul d be used with caution in subsurface drains
adjacent to soils with 85 percent or nore fines
passing the 75 mcroneters No. 200 sieve. Values
stated bel ow are absolute mninunms for the class

i ndi cat ed.

Del ete this paragraph when filter fabric will not be

used on the project. Adjust information in brackets
to fit the needs of the project. Cass A naterial
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is usually specified when nmaterial being conpacted
has very coarse sharp angul ar edges and requires a
conpacti on percentage greater than 95 percent ASTM D
698, or when trenches are nore than 3 m 10 feet

deep. Class Bis specified with snooth graded
surfaces having no sharp angul ar projections, no
sharp angul ar aggregate, and when conpaction
requirenents are |less than 95 percent ASTM D 698.
Where fabric will not be covered or where it will
exposed to direct sunlight, such as when it is, used
for silt dans, include the requirenment for
ultraviol et resistance. Were fabric is used for

di fferent applications, the ACS requirenent or
strength may vary. Draw ngs should indicate
specific requirenments for different applications.
Specify cloth that retains the soil being protected,
yet that has openings |arge enough to pernit

drai nage and prevent clogging. The standard wording
in the guide specification concerning Apparent
Opening Size will be suitable for all projects
except in critical areas. However, in critica

areas sel ect the "apparent opening sizes" (ACS) and
"percent open area" based on the following criteria:

1. Filter cloth adjacent to granular materials
contai ning 50 percent or |ess by weight fines
(materials passing 75 microneters No. 200 sieve):

a. The nearest opening size of ACS sieve (nearest
U S. Standard Sieve) divided by the 85-percent size
of the soil, is equal to or greater than two or

t hr ee.

b. Open area not to exceed 36 percent.

In critical areas to reduce the chance of clogging,
no cloth should be specified with an open area |ess
than 4 percent or an ACS with openings snaller than
the openings of a U S. Standard Sieve Size 150

m cronmeters No. 100

EE R R R S I R R R O I R R R R R S R R I R R R S R R S R R

Provi de a pervi ous sheet of polyester, nylon, glass or polypropylene [,
ultraviolet resistant] filaments woven, spun bonded, fused, or otherw se
manuf actured into a nonraveling fabric with uniformthickness and strength.
Fabric shall have the follow ng manufacturer certified m ni mum average rol
properties as determ ned by ASTM D 4759:

Class A Class B
a. Gab tensile strength (ASTM D 4632) m n. [800] [356] N
machi ne and transversed direction
b. Gab elongation (ASTM D 4632) mn. [15] [ 15] percent
machi ne and transverse direction
c. Puncture resistance (ASTM D 4833) mn. [356] [111] N

d. Millen burst strength (ASTM D 3786) mn. [2,000] [ 896] kPa
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Class A Class B

e. Trapezoidal Tear (ASTM D 4533) mn. [222] [111] N
[f. Apparent Opening Size (ASTM D 4751) [ ] [ 11
[f. Apparent Opening Size (ASTM D 4751) See Criteria Bel ow

(1) Soil with 50 percent or |less particles by weight passing 75
m croneters Sieve, ACS |less than 0.6 mm (greater than 600
m croneters Sieve)

(2) Soil with nore than 50 percent particles by weight passing 75
mrconeters Sieve, ACS | ess than 0.297 nm (greater than 300
m croneters Sieve)]

g. Perneability (ASTM D 4491) [k fabric greater
than k Soil]

[h. Utraviol et Degradation (ASTM D 4355) 70 percent Strength
retained at 150 hours]

Class A Class B
a. Gab tensile strength (ASTM D 4632) mn. [180] [80] IDbs.
machi ne and transversed direction
b. Gab elongation (ASTM D 4632) mn. [15] [ 15] percent
machi ne and transverse direction
c. Puncture resistance (ASTM D 4833) mn. [80] [25] I Ds.
d. Millen burst strength (ASTM D 3786) mn. [290] [130] psi.
e. Trapezoidal Tear (ASTM D 4533) mn. [50] [25] I bs.
[f. Apparent Opening Size (ASTM D 4751) [ 1] [ 11
[f. Apparent Qpening Size (ASTM D 4751) See Criteria Bel ow

(1) Soil with 50 percent or |ess particles by weight passing US
No. 200 Sieve, ACS less than 0.6 mm (greater than #30
US Std. Sieve)

(2) Soil with nore than 50 percent particles by weight passing US
No. 200 Sieve, ACS less than 0.297 mm (greater than #50 US
Std. Sieve)]

g. Perneability (ASTM D 4491) [k fabric greater
than k Soil]

[h. Utraviol et Degradation (ASTM D 4355) 70 percent Strength
retai ned at 150 hours]

[2.8 MATERI AL FOR PI PE CASI NG

IR R R R R R RS EEEEEREEEEEEREEEREEEREREEEREEEREEEREEEREEEEREEEEEEEEEEEEEREEEEEEREEEEEERS

NOTE: Indicate on the contract draw ngs all
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2.

construction requirenments confornmng to the
standards of the railroad or highway owner. Indicate
limts of right-of-way and any other site

requi renents or dinensions. Were traffic can be
interrupted, trenching in a pipeline casing is nore
econonical with the sane advantages of all ow ng

future work without interruption of traffic.
EE R I Sk S S I S S S I O R R R Rk I S Sk S I I kI S R R Ik S I I S R Sk I I R I

8.1 Casi ng Pi pe

ASTM A 139, Grade B, or ASTM A 252, Grade 2, snooth wall pipe. Casing size
shall be of the outside diameter and wall thickness as indicated.
Protective coating is not required on casing pipe.

.8.2 Wbod Supports

Treated Yell ow Pine or Douglas Fir, rough, structural grade. Provide wood
wi t h nonl eachi ng wat er-borne pressure preservative (ACA or CCA) and
treatment conform ng to AWPA P5 and AWPA C2, respectively. Secure wood
supports to carrier pipe with stainless steel or zinc-coated steel bands.

112.9 MATERI AL FOR RI P- RAP

EZE IR R R S I R R I I O R R R Ok S R R I R R R I O R O O

NOTE: Make sure there is no duplication of rip-rap
requi renents between this and ot her specification
sections. |In paragraph entitled "Material for

Ri p-Rap," refer to standard specifications for
rip-rap if local specifications are satisfactory and

avai | abl e.
EIE IR IR b R S I I I I R I I I I I b R S b I IR I R I I I I R I S I I I I I R b I S b b b b b I b I b I b I b b b b b I I b I b b b I

[Bedding material] [Gout] [Filter fabric] and rock conformng to [these
requi renents] [DOT] [SSS-] ] State Standard] for construction indicated.

[2.9.1 Beddi ng Materi al

]

]

Consi sting of sand, gravel, or crushed rock, well graded, [or poorly
graded] with a maxi mum particle size of 50 nm 2 inches. Material shall be
conposed of tough, durable particles. Fines passing the 75 mcronmeters No.
200 standard sieve shall have a plasticity index |ess than six.

[2.9.2 Grout

Conposed of cenent, water, an air-entraining adm xture, and sand mxed in
proportions of one part portland cement to [two] [ | ] parts of sand,
sufficient water to produce a workabl e mixture, and an anpbunt of admi xture
which will entrain sufficient air to produce durable grout, as determ ned
by the Contracting Officer. Mx grout in a concrete mxer. Mxing tine
shall be sufficient to produce a m xture having a consistency permtting
gravity flowinto the interstices of the rip-rap with I[imted spadi ng and
broom ng.

[2.9.3 Rock

Rk Rk kR IR R R I kO e O O R AR R R R Rk kO I R R I O S R Rk o

NOTE: Adjust weights in brackets to fit
application. Take local practice into consideration
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Rock fragments sufficiently durable to ensure pernmanence in the structure
and the environment in which it is to be used. Rock fragnents shall be
free fromcracks, seans, and other defects that would i ncrease the risk of
deterioration fromnatural causes. The size of the fragnents shall be such
that no individual fragnment exceeds a weight of [68] [__ ] kg [150]
[ ] pounds and that no nore than 10 percent of the m xture, by weight,
consi sts of fragments weighing 0.91 kg 2 pounds or |ess each. Specific
gravity of the rock shall be a mnimumof [2.50] [__ ]. The incl usion
of nore than trace [1 percent] [__ ] quantities of dirt, sand, clay, and
rock fines will not be pernitted.

112.10 BURI ED WARNI NG AND | DENTI FI CATI ON TAPE

IR R R R E R RS EEEEEREEEEEEREEEREEEREREEEREEEEEEREEEEEEREEEEEEEEEEEEEREEEEEEREEEEE SRS

NOTE: Delete paragraph if tape is not required in
the project. The use of a plastic warning tape for
identification is nandatory for buried hazardous
utilities such as electrical conduit, gas |ines,
fuel lines, high pressure nitrogen, high pressure
wat er and steam |ines, donmestic sewage force nains,
i ndustrial waste force nmains and industrial sewers
carryi ng hazardous, explosive, or toxic waste.
Coordi nate col or codes with other specification
sections and conform if possible, to |ocal practice
for identifying buried utilities.

IR R R R R R RS EEEEEREEEEEEEEEREEEREREEEREEEREEEREEREEEEREEEEEEEEEEREEEREEEEEEREEEEEEESES

[ Pol yethyl ene plastic] [and] [nmetallic core or netallic-faced, acid- and

al kal i -resi stant, polyethylene plastic] warning tape manufactured
specifically for warning and identification of buried utility |ines.
Provide tape on rolls, 75 nm 3 inch m ni mumw dth, col or coded as specified
bel ow for the intended utility with warning and identification inprinted in
bol d black letters continuously over the entire tape |ength. War ni ng and
identification to read, "CAUTION, BURIED (intended service) LINE BELOWN or
simlar wording. Color and printing shall be permanent, unaffected by

noi sture or soil.

War ni ng Tape Col or Codes

[ Yel | ow ] [Electric]

[ Yel I ow ] [Gas, O I; Dangerous Material s]

[ Orange: ] [ Tel ephone and O her
Conmuni cat i ons]

[ Bl ue:] [ Wat er Syst ens]

[ Green:] [ Sewer Syst ens]

[White:] [ St eam Syst ens]

[Gay:] [ Compressed Air]

[2.10.1 Warni ng Tape for Metallic Piping

Acid and al kal i -resi stant polyethylene plastic tape conform ng to the

wi dth, color, and printing requirenents specified above. M nimumthickness
of tape shall be 0.08 nm 0.003 inch. Tape shall have a mnininmumstrength of
10. 3 MPa 1500 psi |engthwi se, and 8.6 MPa 1250 psi crosswise, with a

maxi mum 350 percent el ongati on.

1[2.10.2 Det ect abl e Warning Tape for Non-Metallic Piping
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Pol yet hyl ene plastic tape conformng to the width, color, and printing
requi renents specified above. M ninmumthickness of the tape shall be 0.10
nm 0. 004 inch. Tape shall have a m nimum strength of 10.3 MPa 1500 ps

| engt hwi se and 8.6 MPa 1250 psi crosswi se. Tape shall be manufactured with
integral wires, foil backing, or other nmeans of enabling detection by a
netal detector when tape is buried up to 920 mm 3 feet deep. Encase
nmetallic element of the tape in a protective jacket or provide with other
means of corrosion protection.

]12.11 DETECTI ON W RE FOR NON- METALLI C PI PI NG

Detection wire shall be insulated single strand, solid copper with a
m ni mum of 12 AWG

PART 3 EXECUTI ON
3.1 PROTECTI ON

3.1.1 Shoring and Sheeting

IR R R R SRR EEEEEREEEEEEREEEREEEREREEEREEEEEEREEREEEEREEEEEEEEEEEEEREEEEEEREEEEE SRS

NOTE: The Contractor will have the responsibility
of designing the trench shoring and sheeting system
or obtaining a suitable trench box on all trench
excavations over 1.5 m5 feet deep or where it is
known that in-situ soils lack the stability to hold
near vertical faces. Wiere sufficient roomis
avai |l abl e, the Contractor nmay sl ope back trench
wal I s rather than having to use a shoring system
The Governnent is responsible for supplying the
designer with any historic subsurface soil data that
m ght be available. Al such historical or new
subsurface soil data denonstrating soi
characteristics, stability, etc., will be included
on the contract draw ngs.

EZE IR R R S R R R I I O R R R Ok S R R R R I R I R I O R I O

Provi de shoring [bracing] [cribbing] [trench boxes] [underpinning] [and]
[sheeting] where indicated. 1In addition to Section 25 A and B of COCE
EM 385-1-1 [and other requirenents set forth in this contract], include
provisions in the shoring and sheeting plan that will acconplish the
fol |l ow ng:

a. Prevent undernining of pavenents, foundations and sl abs.

EE R I R R S I R I R R I R R R R R R R R S R R I R R R S R R R R R O

NOTE: The Contractor should not be given the
opportunity to slope the faces of excavations in
lieu of providing shoring unless all the follow ng
conditions are net:

1. The excavation is less than 6 m20 feet in depth.

2. There are no adjacent structures, roads, or
pavenents that will affect the excavation

3. No equipnent, stored material, or overlying
material will affect the excavation.
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4. Vibration from equipnent, traffic, or blasting
will not affect the excavation.

5. There will be no ground water problens.
6. Surcharges will not affect the excavation

7. Station operational considerations pernit |aying
back the slopes of the excavation

EE R R R S I R R I R I R S R R R R O S R R R I R I R R S R R R R R O

b. Prevent slippage or novenent in banks or slopes adjacent to the
excavati on.

[c. Allowfor the abandonnent of shoring and sheeting materials in

place in critical areas as the work is conpleted. |In these areas,
backfill the excavation to [the elevation indicated] [within 900 nm
3 feet of the finished grade] [__ ] and renove the remaining

exposed portion of the shoring before conpleting the backfill.]
3.1.2 Dr ai nage and Dewateri ng

Provide for the collection and di sposal of surface and subsurface water
encount ered during construction.

3.1.2.1 Dr ai nage

So that construction operations progress successfully, conpletely drain
construction site during periods of construction to keep soil materials
sufficiently dry. The Contractor shall establish/construct storm drainage
features (ponds/basins) at the earliest stages of site devel opment, and

t hroughout construction grade the construction area to provide positive
surface water runoff away fromthe construction activity and/or provide
tenmporary ditches, [dikes,] swal es, and other drainage features and

equi pnment as required to maintain dry soils[, prevent erosion and
under mi ni ng of foundations]. Wen unsuitable working platforns for

equi prent operation and unsuitable soil support for subsequent construction
features devel op, renove unsuitable material and provide new soil materi al
as specified herein. It is the responsibility of the Contractor to assess
the soil and ground water conditions presented by the plans and
specifications and to enpl oy necessary neasures to permt construction to
proceed. Excavated sl opes and backfill surfaces shall be protected to
prevent erosion and sl oughing. Excavation shall be performed so that the
site, the area i mediately surrounding the site, and the area affecting
operations at the site shall be continually and effectively drained.

3.1.2.2 Dewat eri ng

Rk bk bk R IR R R Sk O O e S R S AR Rk R R Rk I ok O kI R R I O b I R

NOTE: Check depth of proposed utilities and
foundations relative to the existing ground water
el evation prior to editing. Revise as needed when
speci fic nethods of dewatering are required.

EZE IR R R S R R R I I O R R R Ok S R R R R I R I R I O R I O

Goundwater flowing toward or into excavations shall be controlled to
prevent sl oughi ng of excavation slopes and walls, boils, uplift and heave
in the excavation and to elinnate interference with orderly progress of
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3.

3.

construction. French drains, sunps, ditches or trenches will not be
permitted within 0.9 m3 feet of the foundation of any structure, except
with specific witten approval, and after specific contractual provisions
for restoration of the foundati on area have been nade. Control neasures
shal |l be taken by the tine the excavation reaches the water level in order
to maintain the integrity of the in situ material. Wile the excavation is
open, the water level shall be mmintained continuously, at |east |
feet bel ow the working |evel.

[ Operate dewatering systemcontinuously until construction work bel ow
existing water levels is conplete. Subnmit performance records weekly.]

[ Measure and record perfornance of dewatering systemat same tinme each day
by use of observation wells or piezoneters installed in conjunction with
the dewatering system] [Relieve hydrostatic head in previous zones bel ow
subgrade el evation in layered soils to prevent uplift.]

. 1.3 Underground Wilities

Location of the existing utilities indicated is approximte. The
Contractor shall physically verify the | ocation and el evation of the
existing utilities indicated prior to starting construction. [The
Contractor shall contact the [Public Wrks Departnent] [
assistance in locating existing utilities.] [The Contractor shall scan the
construction site with el ectronagneti c and soni ¢ equi pnrent and mark the
surface of the ground where existing underground utilities are discovered.]

1.4 Machi nery and Equi prent

Moverrent of construction machi nery and equi pnent over pipes during
construction shall be at the Contractor's risk. Repair, or renpve and
provi de new pipe for existing or newy installed pipe that has been

di spl aced or damaged.

2 SURFACE PREPARATI ON

EE R R R S I R R R I R I O R R R S R I R S R R I R R R R R R R O

NOTE: |If special site preparation notes are
i ndi cated, they should be referenced here.

Rk Rk kR IR R R I kO e O O R AR R R R Rk kO I R R I O S R Rk o

2.1 Cl earing and Grubbi ng

EE R R R I R S I R R I I O R R R R O S R R R R R R I I O R R I

NOTE: |If selective clearing is required, the

maxi mum or mininumtree diameter should be
specified, nmeasured at 1.5 m4 1/2 feet fromthe

exi sting ground. If nerchantable tinber is requested
by the station, insert and edit the follow ng

par agr aph

"Cut merchantable tinber into (logs) (cord wood) and
store on site where directed. Merchantable tinber
will remain the property of the Governnent."

EE R R R S I R I R I R I R S R R R R O S R R I R R R R R S R R R O

Unl ess indicated otherw se, renove trees, stumps, |ogs, shrubs, brush and
vegetation and other itens that would interfere with construction
operations within the [clearing limts] [within lines 1.5 m5 feet outside
of each building and structure line] [__ ]. Renobve stunps entirely.
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G ub out matted roots and roots over 50 mMm 2 inches in dianeter to at | east
460 nm 18 i nches bel ow exi sting surface.

. 2.2 Stri ppi ng

Strip suitable soil fromthe site where excavation or grading is indicated

and stockpile separately from other excavated naterial. Materia
unsuitabl e for use as topsoil [shall be wasted] [shall be stockpiled and
used for backfilling]. Locate topsoil so that the material can be used

readily for the finished grading. Were sufficient existing topsoi
conformng to the material requirenents is not available on site, provide
borrow naterials suitable for use as topsoil. Protect topsoil and keep in
segregated piles until needed.

.2.3 Unsui tabl e Materi al

Renove vegetation, debris, decayed vegetable matter, sod, mulch, and
rubbi sh underneath paved areas or concrete sl abs.

.3 EXCAVATI ON

Excavate to contours, elevation, and dinmensions indicated. Reuse excavated
materials that neet the specified requirenents for the material type
required at the intended location. Keep excavations free fromwater.
Excavate soil disturbed or weakened by Contractor's operations, soils
softened or made unsuitable for subsequent construction due to exposure to
weat her. Excavations bel ow i ndi cated depths will not be permitted except
to renove unsatisfactory material. Unsatisfactory material encountered
bel ow t he grades shown shall be [renpbved as directed]. Refill with
[backfill and fill material] [satisfactory material] [sel ect material]
[porous fill] and conpact to [95] [__ ] percent of [ASTM D 698] [ASTM D
1557] maxi mum density. Unless specified otherw se, refill excavations cut
bel ow i ndi cated depth with [backfill and fill material] [satisfactory
material] [select material] [porous fill] and conmpact to [95] |
percent of [ASTM D 698] [ASTM D 1557] maxi mum density. Satisfactory
materi al renpved bel ow the depths indicated, wthout specific direction of
the Contracting O ficer, shall be replaced with satisfactory materials to
the indicated excavation grade; except as specified for spread footings.
Determ nati on of el evati ons and measurenents of approved overdepth
excavation of unsatisfactory material bel ow grades indicated shall be done
under the direction of the Contracting Oficer.

. 3.1 Structures Wth Spread Footings

Ensure that footing subgrades have been inspected and approved by the
Contracting Oficer prior to concrete placenent. Fill over excavations
with concrete during foundation placenent.

. 3.2 Pile Cap Excavation and Backfilling

Excavate to bottomof pile cap prior to placing or driving piles, unless
aut hori zed otherwi se by the Contracting Oficer. Backfill and conpact
overexcavations and changes in grade due to pile driving operations to 95
percent of ASTM D 698 maxi mum density.

.3.3 Pi pe Trenches

Excavate to the dinension indicated. G ade bottom of trenches to provide
uni form support for each section of pipe after pipe beddi ng pl acenent.
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Tanmp if necessary to provide a firm pipe bed. Recesses shall be excavated
to accomodate bells and joints so that pipe will be uniformy supported
for the entire length. Rock, where encountered, shall be excavated to a
depth of at least 150 nm 6 inches bel ow the bottom of the pipe.

[3.3.4 Hard Material [and Rock] Excavation

Rk Rk kR IR R R I kO ke S O R AR Rk R R R Rk O ok O I R R I O I b R R o

NOTE: \Where rock excavation is planned, foundation
section details or typical grading or trench cross
sections on plans should show the required limts of
rock excavation and any special refill or beddi ng
requirenents.

Rk Ik kR IR R R Sk O e S R R AR R Rk Rk O o O Rk S I O O R o A

Renove hard material [and rock] to elevations indicated in a manner that
will leave foundation material in an unshattered and solid condition.
Roughen | evel surfaces and cut sl oped surfaces into benches for bond with
concrete. Protect shale fromconditions causing deconposition along joints
or cleavage planes and ot her types of erosion. Renoval of hard nateria
[and rock] beyond lines and grades indicated will not be grounds for a
claimfor additional paynent unless previously authorized by the
Contracting Oficer. Excavation of the material clainmed as rock shall not
be perforned until the naterial has been cross sectioned by the Contractor
and approved by the Contracting Oficer. Comon excavation shall consi st
of all excavation not classified as rock excavati on.

]1]3.3.5 Excavated Materials

3.

EE R R R S I R I R I I R R S R R R R R R S R R I R I R R R R S R R R

NOTE: \When spoil areas or borrow areas are within
the linmts of Government-controlled |and, additiona
requi renents based on the foll owi ng, and as
appropriate for the project, will be included in the
contract document. Locations of areas will be

i ndi cated, or the approxi mate distances fromthe
project site will be specified. Generally, unburned
vegetative material and surplus excavated materi al

wi || be disposed of in inconspicuous spoil areas
where no future construction is planned. |If
economically justifiable, surplus suitable excavated
materi al may be stockpiled or may be di sposed of in
areas where future construction is planned and where
fill will be required. Spoil materials will be so
pl aced and the worked portions of spoil areas and
borrow areas will be so graded and shaped as to
mnimze soil erosion, siltation of drainage
channel s, and damage to existing vegetation. The
degree of conpaction will be specified.

Rk bk bk R IR R R Sk O O e S R S AR Rk R R Rk I ok O kI R R I O b I R

Satisfactory excavated material required for fill or backfill shall be

pl aced in the proper section of the permanent work required or shall be
separately stockpiled if it cannot be readily placed. Satisfactory materia
in excess of that required for the permanent work and all unsatisfactory
materi al shall be di sposed of as specified in Paragraph "Dl SPOSI TI ON OF
SURPLUS MATERI AL. "

3.6 Final Grade of Surfaces to Support Concrete
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Excavation to final grade shall not be nade until just before concrete is
to be placed. [For pile foundations, the excavation shall be stopped at an
el evation 150 to 300 mMmm 6 to 12 i nches above the bottom of the footing
before driving piles. After pile driving has been conpleted, the renai nder
of the excavation shall be conpleted to the el evations shown.] Only
excavation methods that will |eave the foundation rock in a solid and
unshattered condition shall be used. Approximately |evel surfaces shall be
roughened, and sl oped surfaces shall be cut as indicated into rough steps
or benches to provide a satisfactory bond. Shales shall be protected from
sl aking and all surfaces shall be protected fromerosion resulting from
pondi ng or flow of water.

.4 SUBGRADE PREPARATI ON
Unsatisfactory material in surfaces to receive fill or in excavated areas

shal | be renoved and replaced with satisfactory materials as directed by
the Contracting Oficer. The surface shall be scarified to a depth of 150

nm 6 inches before the fill is started. Sloped surfaces steeper than 1
vertical to 4 horizontal shall be plowed, stepped, benched, or broken up so
that the fill material will bond with the existing material. Wen

subgrades are | ess than the specified density, the ground surface shall be
broken up to a mnimumdepth of 150 nm 6 inches, pulverized, and conpacted
to the specified density. Wen the subgrade is part fill and part
excavation or natural ground, the excavated or natural ground portion shal
be scarified to a depth of 300 nm 12 i nches and comnpacted as specified for
the adjacent fill. Material shall not be placed on surfaces that are
nuddy, frozen, or contain frost. Conpaction shall be acconplished by
sheepsfoot rollers, pneumatic-tired rollers, steel-wheeled rollers, or

ot her approved equi prent well suited to the soil being conpacted. Materia
shal | be npi stened or aerated as necessary [to plus or minus [__
percent of optinmum noisture] [to provide the noisture content that wll
readily facilitate obtaining the specified conpaction with the equi prent
used]. M ninmum subgrade density shall be as specified herein

4.1 Proof Rolling

Rk Ik Sk kR IR R R I kO e S O R R Rk Rk kO R AR Ik I kS I S I b R R R o

NOTE: Specify proof rolling when the quality of the
exi sting subgrade is questionable. Proof rolling
can be used to verify that no unsatisfactory
material is present (no bid quantity required,

| ocation shown or specified) or to | ocate suspected
unsatisfactory material (indicate a bid quantity to
be renopved).

IR R R R E R RS EEEEEREEEEEEEEEEREEREEEEREEEEEEREEREEEEREEEEEEEEEEEEEREEEEEEREEEEE SRS

Proof rolling shall be done on an exposed subgrade free of surface water
(wet conditions resulting fromrainfall) which would pronote degradati on of
an otherw se acceptabl e subgrade. [After stripping,] proof roll the
exi sting subgrade of the [building] [__ ] with six passes of a [dunp
truck loaded with 6 cubic neters of soil] [ 13.6 nmeter ton 15 ton,
pneumatic-tired roller.] Operate the [roller] [truck] in a systenmatic
manner to ensure the nunber of passes over all areas, and at speeds between
4 to 5.5 kiloneters per hour 2 1/2 to 3 1/2 niles per hour. [Wen proof
rolling under buildings, the buildi ng subgrade shall be considered to extend
1.5 m5 feet beyond the building lines, and one-half of the passes made
with the roller shall be in a direction perpendicular to the other passes.]
Notify the Contracting Officer a mnimmof 3 days prior to proof rolling.
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Proof rolling shall be perfornmed in the presence of the Contracting
Oficer. Rutting or punping of material shall be undercut [as directed by
the Contracting Officer] [to a depth of [__ ] mminches] and repl aced
with [fill and backfill] [select] material. [Bids shall be based on
repl aci ng approximately [ ] square neters square yards, with an average
depth of [ ] mminches at various |locations.]

3.5 SUBGRADE FI LTER FABRI C

IR R R R E R RS EEEEEREEEEEEEEEREEEREREEEREEEREEEREEREREEEREEEEEEEEEEEEEREEEEEEREEEEE SRS

NOTE: Delete this paragraph in its entirety if
filter fabric is not used for subgrade
stabilization. Vegetation such as grass may remain
when no ot her subgrade preparation is indicated.
Overlap length may be adjusted to fit design

requi renents. Draw ngs should indicate |ocation and
extent of filter fabric in typical cross sections.

EE R R R S R I R R I R S R R R R R S R I R I R R R S R R S R R O

Pl ace synthetic fiber filter fabric as indicated directly on prepared
subgrade free of [vegetation,] stunmps, rocks larger than [50 nm [2 inches]
[ ] dianeter and other debris which may puncture or otherw se damage
the fabric. Repair damaged fabric by placing an additional |ayer of fabric
to cover the damaged area a minimumof [0.9 nm] [3 feet][ ] overlap in
all directions. Overlap fabric at joints a mnimumof 0.9 m3 feet.

ot ai n approval of filter fabric installation before placing fill or
backfill. Place fill or backfill on fabric in the direction of overlaps
and conpact as specified herein. Follow manufacturer's recomended
installation procedures.

3.6 FI LLI NG AND BACKFI LLI NG

Fill and backfill to contours, elevations, and di nensions indicated.
Conpact each lift before placing overlaying lift.

[3.6.1 Conmon Fill Pl acenent

Rk Ik Sk kR IR R R I kO e S O R R Rk Rk kO R AR Ik I kS I S I b R R R o

NOTE: Del ete bracketed item when a pil e-supported
structure is not in the job.

EE R R R S I R R R O I R R R R R S R R I R R R S R R S R R

Provide for general site [and under [porous fill of] pile-supported
structures].[Use satisfactory materials.] Place in [150] [__ ] mm [ 6]
[ ] inch lifts. Compact areas not accessible to rollers or conpactors

wi th nmechani cal hand tanpers. Aerate material excessively noistened by
rain to a satisfactory noisture content. Finish to a snmooth surface by
blading, rolling with a snoboth roller, or both.

1[3.6.2 Backfill and Fill Material Placenment

Provi de for paved areas and under concrete sl abs, except where sel ect
material is provided. Place in [150] [__ ] m[6] [__ ] inch lifts.

Do not place over wet or frozen areas. Place backfill material adjacent to
structures as the structural elenents are conpleted and accepted. Backfil
agai nst concrete only when approved. Place and conpact material to avoid

| oadi ng upon or against the structure.

1[3.6.3 Sel ect Material Placenent
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Provi de under [porous fill of] structures not pile supported. Place in

[150] [__ ] m[6] [__ ] inch lifts. Do not place over wet or frozen
areas. Backfill adjacent to structures shall be placed as structura
el ements are conpl eted and accepted. Backfill against concrete only when

approved. Place and conpact material to avoid | oadi ng upon or agai nst
structure.

1[3.6.4 Backfill and Fill Material Placement Over Pipes and at Walls
Backfilling shall not begin until construction below finish grade has been

approved, underground utilities systens have been inspected, tested and
approved, forms renpved, and the excavation cleaned of trash and debris.

Backfill shall be brought to indicated finish grade [and shall include
backfill for outside grease interceptors and underground fuel tanks].
Where pipe is coated or wapped for protection against corrosion, the
backfill material up to an elevation 600 nm 2 feet above sewer |lines and

300 nm 1 foot above other utility lines shall be free fromstones | arger
than 25 mm 1 inch in any dinmension. Heavy equi prent for spreading and
compacti ng backfill shall not be operated closer to foundation or retaining
wal | s than a distance equal to the height of backfill above the top of
footing; the area renmining shall be conpacted in |ayers not nore than 100
nm 4 inches in conpacted thickness with power-driven hand tanpers suitable
for the material being conpacted. Backfill shall be placed carefully
around pi pes or tanks to avoid danage to coatings, wappings, or tanks.
Backfill shall not be placed agai nst foundation walls prior to 7 days after
completion of the walls. As far as practicable, backfill shall be brought
up evenly on each side of the wall and sloped to drain away fromthe wall.

13.6.5 Porous Fill Pl acenent

Rk Ik Sk kR IR R R I O O e S S R Rk Rk S R Rk Ok kS I O I b R R Rk

NOTE: The conpacted thickness of capillary water
barrier will be indicated and will not be |less than
100 mm (4 inches). The paragraph will be del eted
where site conditions nake the barrier unnecessary.

EZE IR R R S R R R I I O R R R Ok S R R R R I R I R I O R I O

Provi de under floor and area-way slabs on a conpacted subgrade. Place in
[100] [__ ] m[4] [ ] inch lifts with a mininmmof tw passes of a
hand- operated pl ate-type vi bratory conpactor.

3.6.6 Trench Backfilling

Backfill as rapidly as construction, testing, and acceptance of work
permts. Place and conpact backfill under structures and paved areas in
[150] [__ ] m[6] [__ ] inch lifts to top of trench and in [ 150]
[ ] m([6] [__ ] inch lifts to 300 nm one foot over pipe outside

structures and paved areas.

3.7 BORROW

EE R R R S I R I R R I R S R I R R R S R I R I R R R R R S R R R O

NOTE: Coordinate this paragraph with the

requi renents in Part 2 Products.
EE SRR I Sk S I I S I S I O R R R Rk I S Sk S I I R R Ik S S I S R Sk I S O

Where satisfactory materials are not available in sufficient quantity from
requi red excavations, approved borrow materials shall be obtained as
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3.

speci fied herein.

. 8 BURI ED WARNI NG AND | DENTI FI CATI ON TAPE

Provide buried utility lines with utility identification tape. Bury tape
300 nm 12 i nches bel ow fini shed grade; under pavenents and sl abs, bury tape
150 mm 6 i nches bel ow top of subgrade.

.9 BURI ED DETECTI ON W RE

Bury detection wire directly above non-netallic piping at a distance not to
exceed 300 nm 12 inches above the top of pipe. The wire shall extend

conti nuously and unbroken, from manhole to manhole. The ends of the wire
shall term nate inside the nanhol es at each end of the pipe, with a m nimm
of 0.9 m3 feet of wire, coiled, remaining accessible in each manhole. The

wire shall remain insulated over it's entire |ength. The wire shall enter
manhol es between the top of the corbel and the frame, and extend up through
the chi mey seal between the frane and the chi mey seal. For force nmains,

the wire shall terminate in the valve pit at the punp station end of the
pi pe.

10 COVPACTI ON

EE R R R S R I R I R R R R R R R R S I R R I R I R R R S R R R R

NOTE: Use 90% of ASTM D 698 or ASTM D 1557 for
Ceneral Site Conpaction of cohesionless materials on
Arny projects and 85% of same for Navy projects

IR R R R R R RS EEEEEREEEEEEEEEREEEREREEEREEEREEEREEREEEEREEEEEEEEEEREEEREEEEEEREEEEEEESES

EE R R R S I R I R I I R R S R R R R R R S R R I R I R R R R S R R R

ARWY NOTE: See TM 5-818-1, TM 5-818-7, TM 5-825-2
and DM 21.3 for criteria and design guidelines.

Rk Ik kR IR R R I kO S S R Rk Rk S Rk Ik kS b O I R I R

EE R R R S I R R R I O I R R R R I O S R R I R R R R R R R R O

NOTE: Specify nost jobs using ASTM D 698
conpaction, except for roads, airfields, and other
heavily | oaded areas, which should use ASTM D 1557
conpaction. Specify conpaction in terns of one
conpaction effort (ASTM D 698 or ASTM D 1557), if
possi bl e.

EE R R R S I R I R I R I R S R R R R R O S R R I R R R R R S R R R R

Determ ne in-place density of existing subgrade; if required density
exi sts, no conpaction of existing subgrade will be required. [Density
requirenents specified herein are for cohesionless materials. Wen
cohesive naterials are encountered or used, density requirenments nmay be
reduced by 5 percent.]

.10.1 Ceneral Site

Conpact underneath areas designated for vegetation and areas outside the
1.5 meter 5 foot line of the paved area or structure to [85] [90] [__ ]
percent of [ASTM D 698] [ASTM D 1557]. [ Conpact expansive materials to not
l ess than [ ] percent nor nore than | ] percent.]

.10.2 Structures, Spread Footings, and Concrete Sl abs

Conpact top 300 mm 12 i nches of subgrades to [95] | ] percent of [ASTM
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D 698] [ASTM D 1557]. Conpact [conmon fill] [fill and backfill material]
[select material] to [95] [ ] percent of [ASTM D 698] [ASTM D 1557].

3.10.3 Adj acent Area

Conpact areas within 1.5 m5 feet of structures to [90] |
ASTM D 698] [ASTM D 1557].

] percent of |

3.10.4 Paved Areas

Conpact top 300 mm 12 i nches of subgrades to [95] [ ] percent of [ASTM
D 698] [ASTM D 1557]. Conpact fill and backfill materials to 95 percent of
[ ASTM D 698] [ASTM D 1557].

[3.10.5 Airfield Pavenents

Conpact top 600 mm 24 inches bel ow fini shed paverent or top 300 nmm 12 inches
of subgrades, whichever is greater, to [100] [__ ] percent of ASTM D 1557
conpact fill and backfill material to [100] [ ] percent of ASTM D 1557

1[3.11 Pl PELI NE CASI NG UNDER [ RAI LROAD] [AND] [ PAVEMENT]

EE R R R S I R R I R I R S R R R R R S R R I R R R R R R R R O

NOTE: Indicate on the contract draw ngs al
construction requirenments confornmng to the
standards of the railroad or highway owner. Indicate
limts of right-of-way and any other site

requi renents or dinensions. Were traffic can be
interrupted, trenching in a pipeline casing is nore
econonical with the sane advantages of all ow ng
future work without interruption of traffic.

Rk Ik Sk kR IR R R I O O e S S R Rk Rk S R Rk Ok kS I O I b R R Rk

Provi de new snooth wall steel pipeline casing under [new] [existing]
[railroad] [and] [pavenent] [in a trench] [by the boring and jacking nethod
of installation]. Provide each new pipeline casing, where indicated and to
the |l engths and di mensi ons shown, conplete and suitable for use with the
new piped utility as indicated.

3.11.1 Eart hwork for Pipeline Casings

Provi de excavation, sheet piling, shoring, dewatering, and backfilling for
pi pel i ne casi ngs under this section.

3.11.2 Steel Cased Pipelines

EE R I R R S I R I R R I R R R R R R R R S R R I R R R S R R R R R O

NOTE: Indicate on the contract draw ngs al
construction requirenments confornming to the
standards of the railroad or highway owner

Indicate linmts of right-of-way and any other site
requi renents or dinensions. Were traffic can be
interrupted, trenching in a pipeline casing is nore
econonical with the sane advantages of all ow ng
future work without interruption of traffic.

Rk Rk kR IR R R Sk O kb S O I AR R R R Rk O ok O O R IR I bk S A R

[ Excavate and pl ace beddi ng and backfill as indicated.] [lInstall pipeline
casing by dry boring and jacking nmethod as follows:]
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3.11.2.1 Hol e for Pipeline Casing

Mechani cal | y bore hol es and case through the soil with a cutting head on a
conti nuous auger nounted inside the casing pipe. Wld |lengths of pipe
together in accordance with AWs D1.1. Do not use water or other fluids in
connection with the boring operation.

3.11.2.2 C eani ng

Clean inside of the pipeline casing of dirt, weld splatters, and ot her
foreign matter which would interfere with insertion of the piped utilities
by attaching a pipe cleaning plug to the boring rig and passing it through
the pi pe.

3.11.2.3 Piped UWilities

Provide in casing using wood supports adjusted to obtained grades and
el evati ons indicated.

3.11.2. 4 End Seal s

After installation of piped utilities in pipeline casing, provide

wat ertight end seals at each end of pipeline casing between pipeline casing
and piping utilities. Provide watertight [end seals as indicated.]

[ segment ed el astomreric end seal s.]

1[3.12 SPECI AL EARTHWORK REQUI REMENTS FOR SUBSURFACE DRAI NS

EE R R R S I R I R I I R R S R R R R R R S R R I R I R R R R S R R R

NOTE: Open-joint pipe (drain tile) will not be used
for general airfield or heliport construction

drai nage systens for structures, or for drains
crossing or adjacent to paved areas. Open-joint
pipe will be used only for subsoil drainage for

drill areas, parade grounds, athletic fields, and
other areas subject to |ightweight vehicle traffic
only, and where conditions justify its use.

Del ete these paragraphs entirely when there is no
subsurface drai nage or where underdrai nage

requi renents are conpletely described in anot her
section. The type or types of pipe to be used wll
be indicated on the drawings. Were a Contractor's
option is to be permitted, the types that are
acceptable will be included in the specification
Add the requirenents for a specialized subsurface
drain, if necessary, to what is specified in this
section. Consult a geotechnical engineer to
determ ne specific grading requirenments of granul ar

filters and backfill materials and suitability of
filter fabric. Include typical cross section detai
of subsurface drain type or options on contract

dr awi ngs.

The thickness and gradation of granular fill
material for subsurface drains will be determn ned by
soil conditions and subsoil drai nage requirenents.
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At Table 1, choose one of the three options for each
of the three types. The gradations shown on Table 1
may be altered to fit project requirenments or

addi tional gradations nmay be added to fit

requi renents of various subsurface drains within the
project. The material placed adjacent to perforated
pi pe and open joints (without filter fabric
wrapping) will be of a size that will prevent the
entrance of any of the porous material into the
drain. This material shall be a mininmmof 150 mm 6
i nches thick on the side of the pipe where the
perforations are and around all joints. Thicknesses
of granular fill, especially for subsurface drains
with two types of material, will be clearly shown on
the drawi ngs. Were site conditions require nore
than two types of granular fill for drains, the
drawings will indicate the areas of different
gradation and the table will expanded using
additional types to show different gradations for

different | ocations.
EIE IR R b R R I I I I IR I I I I I R R S I I R I R I R I I R I S I I I I IR R b I S I b b I b I b b I b I b b b b I I I I 3 I b b b I

Excavate to dinensions indicated. Provide a bedding surface of no nore
than 25 mmone inch of [sand] [gravel] [Type | subdrain backfill material]
and pl ace on conpacted [native soil] [inpernmeable material] as indicated.
Backfill [blind or french drains] [around and over the pipes after pipe
installation has been approved]. Place special granular filter material in
150 mMm 6 inch lifts and conpact with mechanical, vibrating plate tanpers or
ramrers until no further consolidation can be achieved. Conpact backfil
overlying the special granular filter naterial as specified for adjacent or
overlying work.

3.12.1 Granul ar Backfill Wthout Filter Fabric

EE R R R S I R R R I O I R R R R I O S R R I R R R R R R R R O

NOTE: Coordinate with material specifications in
Part 2. Consult a geotechnical engineer to
determ ne optinum thickness of granular filter
material and nodify information in brackets if
necessary. Indicate on draw ngs where different
types of drains are to be used. Delete requirenents
for types of drains that are not included in the

proj ect .
ER R IR I I 2 R R R R R I I I R R R R I I R R R R S I I I R R R R S I I I R R R I I I R O I I R R R I I I I

3.12.1.1 Perforated or Slotted Wall Pipe

Pl ace granul ar material as pipe is laid and extend fit for a mni num of
[one] pipe dianeter on each side of and 450 nm 18 i nches above the top of
the pipe. Place a layer of [kraft paper] [ ,] on top of granul ar
filter before continuing with the backfill.

.12.1.2 Open-Joi nt Pi pe

Pl ace both types of granular material specified as pipe is laid form ng an
aggregate filter around the pipe. Provide [Type Il] material to envel ope
the pipe a m nimum of one-half the pipe dianmeter or twi ce the maxi num
aggregate size, whichever is larger, on each side and on top of the pipe.
Place [Type |I] material next to and on top of the [Type II] nmaterial to
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provide a total fill extending at |east [one] pipe dianeter on each side of
and 450 mm 18 i nches above the top of the pipe. Place a |layer of [kraft
paper] [___ ,] on top of the granular filter before continuing with the
backfill.

3.12.2 Granul ar Backfill Using Filter Fabric

Rk Rk kR IR R R I kO ke S O R AR Rk R R R Rk O ok O I R R I O I b R R o

NOTE: Coordinate with material specifications in
Part 2. Consult soils engineer to determ ne optinmum
t hi ckness of granular filter material and nodify
information in brackets if necessary. Indicate on
drawi ngs where different types of drains are to be
used. Delete requirenents for types of drains that
are not included in the project.

IR R R R E R RS EEEEEREEEEEEREEEREEEREREEEREEEEEEREEEEEEREEEEEEEEEEEEEREEEEEEREEEEE SRS

3.12.2.1 Perforated or Slotted Wall Pipes

Wap one |l ayer of filter fabric around pipe in such a manner that

| ongi tudi nal overlaps are in unperforated or unslotted quadrants of the
pipe. Overlap fabric a mininumof 50 nm 2 inches. Secure fabric to pipe
so that backfill material does not infiltrate through overlaps. Place
granul ar naterial and extend it for [one] pipe dianeter, mininmof 150 mm
6 inches on each side of and 450 nm 18 i nches above top of pipe. Place a

| ayer of filter fabric on top of granular filter before continuing with
backfill.

3.12.2.2 Open-Joi nt Pi pe

Wap one |layer of filter fabric around pipe joints overlapping a m ni mum of
50 mMm 2 inches in the longitudinal direction and extending at |east 150 nm
6 inches on both sides of the joint. Secure fabric to pipe so that
backfill material does not infiltrate through overlaps. Place granul ar
materi al specified and extend it for a mninmum of [one] pipe dianeter on
each side of and 450 mm 18 inches above top of pipe. Place a |ayer of
filter fabric on top of granular filter before continuing with backfill.

3.12.2.3 Blind or French Drains

Install filter cloth in trenches with snoothly graded sides and bottom
free of cavities or projecting rocks. Lay the cloth flat but not stretched
[and secure with anchor pins]. Place filter cloth so that drain water nust
pass through the cloth into the specified granular filter material. Overlap
ends at least of 300 mm 12 inches. Place backfill on filter cloth in the
direction of overlaps. Where fabric is damaged, place a new pi ece of
filter cloth over damaged area and overlap at |east of 300 mm 12 inches in
every direction.

1[3.13 EARTHWORK REQUI REMENTS FOR SEWAGE ABSORPTI ON [ TRENCHES] [ PI TS

IR E R R E R RS EEEEEREEEEEEEEEREEREREEEREEEEEEREEEEEEEREEEEEEEEEEEEEEREEEEEEREEEEE SRS

NOTE: Del ete these paragraphs when sewage
absorption trenches or pits are not included in the
project. Consult geotechnical engineer and | oca
standards in selecting bracketed information in
paragraph entitled "Earthwork Requirenents for
Sewage Absorption [Trenches] [Pits]" to conformwith
design indicated on the drawings. Coordinate with
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requirenents for exterior sanitary sewer systens.
Provi de details on draw ngs indicating specific
construction requirenents as suggested by Sketch
02302- 1.

EE R R R S I R I R I R I O I R R R R I O S R R I R I I R S R R S R R R O

Provi de sewage absorption [trench] [pit] as indicated. [Gade trenches
uniformy downward to ends of laterals.] [Place [pre-cast concrete base
ring] [concrete footing] for pit sections at the el evation indicated.
Assenbl e succeedi ng sections as indicated and as recomrended by
manufacturer.] Place porous fill [around and over pipe] [around absorption
pit] as indicated. Take special care to prevent displacenment of or damage
to [pipe] [pit walls]. Cover porous fill with [kraft paper] [filter
fabric] [__ ] [a concrete cover] as indicated before continuing with
backfill for adjacent or overlying work.

1[3.14 R P-RAP CONSTRUCTI ON

EE IR R R I R R I I R R R I I O R R R R Ok S R R R R R I R I I O R O

NOTE: Make sure there is no duplication of rip-rap
requi renents between this and ot her specification
sections. |In paragraph entitled "Material for

Ri p-Rap," refer to standard specifications for
rip-rap if local specifications are satisfactory and
avai |l abl e.

Rk Rk kIR Rk S S O e S S S AR Rk R O R Rk Ik kS I O R SRR o

IR R R R R R RS EEEEEREEEEEEEEEREEEREREEEREEEREEEREEREEEEREEEEEEEEEEREEEREEEEEEREEEEEEESES

NOTE: Select information in brackets to best
describe rip-rap construction. Provide detail or
typical section through rip-rap on drawi ngs as well
as all dinensions necessary for estimating and
construction. |f DOT standard specifications are
referenced for rip-rap construction, paragraphs
entitled "Preparation" through "Gouting" nmay be
del et ed.

EZE IR R R S R R R I I O R R R Ok S R R R R I R I R I O R I O

Construct rip-rap [on bedding material] [on filter fabric] [with grout].[in

accordance with [DOT] [SSS-[ ]] State Standard, paragraph [ 11 in
the areas indicated.

3.14.1 Preparation
Trimand dress indicated areas to conformto cross sections, |lines and

grades shown within a tolerance of 30 nmO0.1 foot.
3.14.2 Beddi ng Pl acenent
Spread [filter fabric] bedding material uniformy to a thickness of at |east
[75] [ ] nm[3] [___ ] inches on prepared subgrade as indicated.
[ Compaction of bedding is not required. Finish bedding to present even
surface free from nounds and wi ndrows. ]
3.14.3 St one Pl acenent
Pl ace rock for rip-rap on prepared bedding material to produce a well

graded mass with the mninum practicabl e percentage of voids in conformance
with lines and grades indicated. Distribute larger rock fragments, with
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di mensi ons extending the full depth of the rip-rap throughout the entire
mass and elimnate "pockets" of small rock fragnents. Rearrange individua
pi eces by nechani cal equi pment or by hand as necessary to obtain the
distribution of fragment sizes specified above. [For grouted rip-rap,
hand- pl ace surface rock with open joints to facilitate grouting and do not
fill smaller spaces between surface rock with finer material. Provide at

| east one "weep hole" through grouted rip-rap for every 4.65 square neters
50 square feet of finished surface. Wep holes shall consist of colums of
bedding material, 100 nm 4 inches in dianmeter, extending up to the rip-rap
surface without grout.]

3.14. 4 Grouting

[Prior to grouting, wet rip-rap surfaces. Gout rip-rap in successive

| ongi tudinal strips, approximately 3 m 10 feet in wi dth, comencing at the
| owest strip and working up the slope. Distribute grout to place of fina
deposit and work into place between stones with broons, spades, trowels, or
vi brating equi prrent. Take precautions to prevent grout from penetrating
beddi ng layer. Protect and cure surface for a m ninum of 7 days.]

13.15 FI NI SH OPERATI ONS
3.15.1 Gradi ng

Fi ni sh grades as indicated within 30 mmone-tenth of one foot. G ade areas
to drain water away fromstructures. Miintain areas free of trash and
debris. For existing grades that will remain but which were disturbed by
Contractor's operations, grade as directed.

3.15.2 Topsoi |l and Seed

Rk Ik Sk kR IR R R I O O e S S R Rk Rk S R Rk Ok kS I O I b R R Rk

NOTE: |If seeding is minor, use requirenents
specified herein. Oherwi se, edit Section 02921 and
cover requirenents therein.

EE R R R S I R R R I R I O R R R S R I R S R R I R R R R R R R O

[Provide as specified in Section 02921N, "Turf."] [Section 02921A,
"Seeding. "]

[ Scarify existing subgrade. Provide 100 nm 4 inches of topsoil for newy
graded finish earth surfaces and areas disturbed by the Contractor.

Topsoil shall not be placed when the subgrade is frozen, excessively wet,
extrenmely dry, or in a condition otherwi se detrinental to seeding,

pl anti ng, or proper grading. [Additional topsoil will not be required if
work is performed in conpliance with stripping and stockpiling
requirenents.] [If there is insufficient on-site topsoil neeting specified
requirenments for topsoil, provide topsoil required in excess of that

avail able.] Seed shall match existing vegetation. Provide seed at 2.5 kg
per 100 square neters 5 pounds per 1000 square feet. Provide C D A A 1909,
Type |, Cass 2, 10-10-10 analysis fertilizer at 12.2 kg per 100 square
neters 25 pounds per 1000 square feet. [Provide comercial agricultura

i mestone of 94-80-14 analysis at 34.2 kg per 100 square neters 70 pounds
per 1000 square feet.] Provide mulch and water to establish an acceptable
stand of grass.]

3.15.3 Protecti on of Surfaces

Protect newly backfilled, graded, and topsoiled areas fromtraffic,
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erosion, and settlenents that nay occur. Repair or reestablish damaged
grades, elevations, or slopes.

.16 DI SPOSI TI ON OF SURPLUS MATERI AL

[Waste in Governnment disposal area [indicated] [which is |ocated within a

haul distance of [__ ] kilometers mles.] [Renove from Governnent
property] surplus or other soil material not required or suitable for
filling or backfilling, and brush, refuse, stunps, roots, and timnber.]

.17  FIELD QUALITY CONTRCL

17,1 Sanpl i ng

Take the nunber and size of sanples required to performthe follow ng tests.
.17.2 Testing

Perform one of each of the following tests for each naterial used. Provide
additional tests for each source change.

.17.2.1 Fill and Backfill Material Testing

Test fill and backfill material in accordance with ASTM C 136 for
conformance to ASTM D 2487 gradation limits; ASTM D 1140 for material finer
than the 75 micrometers No. 200 sieve; ASTM D 4318 for liquid limt and for
plastic limt; ASTM D 698 or ASTM D 1557 for noisture density relations, as
appl i cabl e.

.17.2.2 Sel ect Material Testing

Test select material in accordance with ASTM C 136 for confornmance to ASTM
D 2487 gradation limts; ASTM D 1140 for material finer than the 75

m croneters No. 200 sieve; ASTM D 698 or ASTM D 1557 for noisture density
rel ations, as applicable.

.17.2.3 Porous Fill Testing

Test porous fill in accordance with ASTM C 136 for conformance to gradation
specified in ASTM C 33.

.17.2. 4 Density Tests

Rk Ik kR IR R R O kO e O O I A Rk R R O Rk Ik I kS O O R R o

NOTE: Density test frequency can vary from one test
per 10 square neter 100 square feet for snall areas
up to one test per 900 square neter 10,000 square
feet. The following table will also help establish
test frequency for various situations:

Locati on of

Mat eri al Type Mat eri al Test Frequency
Undi st ur bed Structures Two randomtests in
native soil bui I di ng footings and

two tests on subgrade
wi thin building line.

Fills and Structures One test per structure
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Locati on of

Mat eri al Type Mat eri al Test Frequency
backfills (adj acent to) per 200 sq. mtaken 300
mm bel ow fini shed grade.
Subgr ades Site (except One test per lift per 250
airfields) sq. m
Enbanknent s Any One test per lift per 400
or borrow cubic m pl aced.
Native soil Any One test or one test per
subgr ade 900 sg. m whichever is
ot her than greater.
structures
and parki ng
Bor r ow Any One test per lift per 400
cubi ¢ m pl aced.
Locati on of
Mat eri al Type Mat eri al Test Frequency

Undi st ur bed

Structures

Two randomtests in

native soil bui I di ng footings and
two tests on subgrade
within building line.

Fills and Structures One test per structure

backfills (adj acent to) per 2,000 sqg. ft taken
12 inches bel ow
fini shed grade.

Subgr ades Site (except One test per lift per

airfields) 2,500 sq. ft

Embankment s Any One test per lift per

or borrow 500 cubi ¢ yds pl aced.

Native soil Any One test or one test per

subgr ade 10,000 sq. ft, whichever

ot her than is greater

structures

and parki ng

Bor r ow Any One test per lift per

500 cubi ¢ yds pl aced.

Rk bk bk R IR R R Sk O O e S R S AR Rk R R Rk I ok O kI R R I O b I R

Test density in accordance with ASTM D 1556, or ASTM D 2922 and ASTM D 3017.
VWhen ASTM D 2922 and ASTM D 3017 density tests are used, verify density
test results by perform ng an ASTM D 1556 density test at a |location

al ready ASTM D 2922 and ASTM D 3017 tested as specified herein. Performan
ASTM D 1556 density test at the start of the job, and for every 10 ASTM D

2922 and ASTM D 3017 density tests thereafter. Test each lift at randomy
sel ected | ocations every [200] [__ ] square meters [2000] [__ ] square
feet of existing grade in fills for structures and concrete sl abs, and every

[250] [ ] square neters [2500] | ] square feet for other fil
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areas and every [200] [__ ] square meters [2000] [__ ] square feet of
subgrade in cut. Include density test results in daily report.
[a. Bedding and backfill in trenches: One test per [15] [__ ]

meters [50] [ ] linear feet in each lift.]

[3.17.2.5 Moi sture Content Tests

ER R IR I I R R R R R I I I R R R R I I I R R R R S I I R R I I I I I R R R I I I I I R R I I I R R R S I I I
NOTE: Include noisture content test requirenents in
Arny projects.

EE R R R S I R I R I R I O I R R R I R S R R I R R R R R S R R R

excavation or borrow areas, a mnimm of two tests per
or source of materials being placed is required

During unstabl e weather, tests shall be
be

In the stockpile,
day per type of materia

during stable weat her conditions.
nmade as dictated by |local conditions and approved noi sture content shal

tested in accordance with ASTM D 2216. |Include noisture content test
results in daily report.

-- End of Section --
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